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EXECUTIVE SUMMARY 

The purpose of this report is to document the hazardous conditions that were identified for the 
Oceaneeringa Double-Shell Tank (DST) wall cleaning system, evaluate the relationship of these 
hazardous conditions to the hazardous conditions currently included in the Safety Basis (SB) as 
documented in the hazard analysis database ("F-SD-W-TI-764), compare the hazardous 
conditions to the HNF-SD-WM-SAR-067, Tank Farms Final Safety Analysis Report (FSAR) 
analyzed accidents and controls, and identify situations where new controls may be required. 

Seven hazardous conditions were identified with the potential for S3 (offsite individual) 
consequences having characteristics similar to analyzed accident 04, Flammable Gas 
Deflagration - Double-Shell Tank. All hazardous conditions with S3 (offsite individual) 
consequences were determined to be an FO (beyond extremely unlikely) frequency. No controls 
are required for hazardous conditions with this frequency category in accordance with the control 
allocation guidelines contained in the FSAR. 

Two hazardous conditions were identified with potential for S2 (onsite worker) consequences 
related to compressed gas and frequencies of F3 (anticipated). Since there is currently no 
approved FSAR representative accident analysis for releases of airborne radioactive material 
caused by compressed air disturbance (Boston, 2001), approval from the U.S. Department of 
Energy, Office of River Protection will need to be obtained prior to operation of the 
OceaneeringB DST wall cleaning system. 

Hazardous conditions with S1 (facility worker impact) consequence and F3 (anticipated) 
frequency were found to be similar to current SB hazardous conditions that are addressed by 
existing Safety Management Programs such as Radiation Protection and Industrial Health and 
Safety. 

Operation of the Oceaneeringa DST wall cleaning system does not pose hazards that have the 
potential for high environmental (E2 or E3) but low safety consequences. All hazardous 
conditions identified were determined to be covered by existing FSAR hazardous conditions 
except for compressed air. 

The potential for releases of contaminated soil due to a compressed air line rupture is mitigated 
by installing rubber matting between the air lines and the soil. 
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1.0 INTRODUCTION 

1.1 PURPOSE 

The tank farms safety basis (SB) provides a hazard and accident analysis in 
HNF-SD-WM-SAR-067, Tank Farms Final Safety Analysis Report (FSAR). Chapter 3 of the 
FSAR presents the results of the hazard and accident analyses performed for the facilities and 
operations described in Chapter 2.0, “Facility Description.” Based on the results of the hazard 
and accident analyses, Safety-Class and Safety-Significant structures, systems, and components 
(SSCs); HNF-SD-WM-TSR-006, Technical Safety Requirements (TSRs); and Defense-in-Depth 
controls, are identified for protection of the public, onsite workers, and facility workers. In order 
to provide assurance that the SB adequately covers new or significantly revised activities in the 
tank f m s ,  the activities are evaluated to identify unique hazardous conditions and then allocate 
controls necessary to prevent or mitigate them. 

The purpose of this report is to document the hazardous conditions that were identified for 
corrosion removal from primary tank walls using the OceaneeringtO Double-Shell Tank (DST) 
annulus wall crawler system, evaluate the relationship of these hazardous conditions to the 
hazardous conditions currently included in the SB as documented in the hazard analysis database 
(HNF-SD-WM-TI-764), compare the hazardous conditions to the FSAR analyzed accidents, 
identify situations where new accident analysis or controls may be required, and document the 
control decision process that established the allocated controls. 

This document is not intended to authorize the activity. It documents the results of the safety 
evaluation process. The safety evaluation process is used to determine the adequacy of existing 
controls and whether the proposed activity is within the accident analysis envelope. 

1.2 BACKGROUND 

Tank 241-AY-101 is a DST Aging Waste Facility (AWF) tank located in the 200 East Area tank 
f m .  During a recent visual inspection ofthe exterior of the 241-AY-101 primary tank, 
discolorations were observed on the wall surface. The discolorations could indicate significant 
primary tank wall thinning caused by corrosion. Visual inspections of the interior of the primary 
tank found discolorations in approximately the same location as those observed on the exterior of 
the primary tank that may indicate a potential leak location. It is believed that primary tank wall 
corrosion may have occurred as a result of condensation collecting on the exterior surface of the 
primary tank when the annulus ventilation system was not operating for long periods of time. As 
a result of this finding, ultrasonic inspection of the primary tank was initiated to determine if the 
corrosion has caused significant wall thinning. 

An attempt was made to perform primary tank wall thickness measurements using a remotely 
controlled crawler device that moves an ultrasonic measuring probe across the tank wall. The 
crawler uses a magnetic wheel system to hold itself against the tank wall. The measurements 
could not be completed due to the crawler losing its grip on the wall as a result of corrosion 
collecting on the magnetic wheels. 

1-1 
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Removal of corrosion products, as well as debris, left on the tank walls from construction, is 
necessary for visual evaluation of the wall and performance of non-destructive examination 
(NDE) to resolve tank wall thinning issues. To determine the thickness of the tank primary wall, 
OceaneeringO has been contracted to clean the exterior surface of the 241-AY-101 primary tank 
wall using a specially designed pneumatically driven crawler equipped with a high pressure 
water spray cleaning system. The cleaned wall will allow the ultrasonic measuring crawler to 
function properly. 

Although this representative hazard evaluation was performed for use of the OceaneeringB DST 
annulus wall cleaning system on the primary wall of tank 241-AY-101, the results of this safety 
evaluation are applicable to use the OceaneeringO DST annulus wall cleaning system on other 
DST and AWF primary tank walls. 

1-2 
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2.0 SYSTEM DESCRIPTION 

The crawler system baseline design and operation is described in RPP-8474, Rev Oa, 241-AY-IO1 
and 241-AY-IO2 Annulus Primary Tank Cleaning Plan. The system information contained in 
this report defines the configuration and operating details that were used during the hazards 
analysis process. 

2.1 The OceaneeringB Crawler 

The OceaneenngB DST annulus wall cleaning system is designed to clean metal surfaces using 
high pressure water jets. The crawler can be used on vertical or horizontal surfaces and 
maintains contact with the surface it is cleaning using a vacuum system. An operator controls 
the movement o f  the crawler through a remote portable control box. Visual monitoring of 
crawler movement is achieved by use of cameras located in the tank annulus and on the crawler. 
The crawler is moved across the surface by four drive wheels. Each wheel is driven by its own 
air motor, which allows the crawler to be turned within its own radius. The crawler drive 
systems are engineered and tested to provide enough power to move the crawler at maximum 
vacuum. 

Corrosion and scale removal is accomplished by a rotating multiple nozzle assembly (spray 
head) operating at a maximum pressure of 40,000-lb/in* gauge. An air motor powers the spray 
head rotation. As the crawler moves across the tank wall, the high pressure water spray strips 
away corrosion and other material leaving clean base metal. The spray system operating 
pressure is set to achieve a clean surface without significant removal of the base material. 

Water and debris generated by the cleaning process is picked up by a high capacity vacuum 
system and collected in an external tank. The system leaves a clean, nearly dry, surface. High 
pressure water, compressed air, and vacuum are combined in an umbilical arrangement attached 
to the crawler. The various hoses are maintained in a bundled configuration by the use of plastic 
spiral wrap. Rubber matting is arranged under the umbilical and tracer gas lines to minimize the 
release of contamination in the case of an air line rupture. The umbilical is reeled out and 
recovered using a powered handling system. The United States Navy uses a similar system to 
remove paint and corrosion product from the hulls of ships and submarines prior to painting. 

Multiple deployments of the remote crawler into the 241-AY-101 annulus for cleaning the 
241-AY-101 tank wall will be required. Access to the 241-AY-101 annulus will be through the 
two 24-inch diameter access risers 88 and 89, located in the northeast and southwest quadrant of 
the tank. A approximately 2,000 square feet of tank surface area is planned to be cleaned. 

2.2 Hydraulic Arm System 

Two hydraulically actuated arms are mounted on the crawler to provide a second way of 
maintaining crawler contact with the primary tank wall. Each ann is hinged at the crawler and 
attached to a hydraulic cylinder. In the extended position the arms contact the annulus secondary 
containment wall, pressing the crawler against the primary tank wall. Two ball rollers are 
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attached to the outboard end of each arm. These rollers allow crawler movement when the 
hydraulic arms are in contact with the secondary containment wall. Hydraulic pressure is 
supplied by a power pack through small diameter flexible lines. The power pack reservoir is 
sized to minimize the amount of oil that could be released due to leaks or component failures. 
Pressure control devices are mounted on the crawler that limit the maximum pressure the arms 
can exert. The arms can be retracted to allow the crawler to maneuver around obstructions in the 
annulus. 

2.3 High Pressure Water Supply 

A skid mounted water pumping system located outside of the AY tank farm fence provides the 
Oceaneeringw DST annulus wall cleaning system with 160-degree Fahrenheit, high pressure 
water at approximately 5-gallons per minute. Raw water will be supplied for the system from 
the fire hydrant directly north of the MO-439 change trailer and passes through a bag filter and 
two stainless steel filters, one 10-micron and one 6-micron, before entering a 40-gallon supply 
tank. The high pressure pump has very small internal clearances and must be protected from 
abrasive contaminants in the water supply. The pumping system uses a positive displacement 
pump, which ensures that water line breaks do not result in large quantities of high pressure 
water being released. Dual rupture disks, designed to rupture if the rated operating pressure is 
exceeded, protect the pump from overloading. A pulsation dampener is installed in the pump 
discharge line to eliminate high-pressure peaks and reduce pulsation in the high-pressure system. 
The engine control panel features automatic shutdown on low oil pressure and high engine 
cooling water temperature. 

System pressure is adjustable to provide sufficient force to remove the corrosion and scale. 
Maximum operating pressure is set no higher than 40,000 lb/in2 gauge. It has been calculated by 
OceaneeringB that a 40,000 lb/in2 gauge spray flow could cut through one-half inch steel in 
approximately 20-minutes if the OceaneeringB crawler and spray nozzle rotation stop but the 
spray flow continues or in 4-hours if the crawler stops and the spray flow and spray nozzle 
rotation continue. The time required to penetrate the tank wall is proportional to the wall 
thickness. 

2.4 Compressed Air System 

The Oceaneering@ DST annulus wall cleaning system relies on a 150 lb/in2 gauge diesel 
powered portable air compressor located outside the tank farm fence area. The air compressor 
operates at flow rates up to 100 ft3/min. at a pressure of 100 lb/in2 gauge. There are a total of six 
compressed air lines for two drive units, eight control solenoids, and a rotating spray head. The 
drive units are supplied from one 3/4-inch line, the solenoids from four 3/16-inch lines, and the 
spray head from a 1/2-inch line. 

2.5 Crawler Vacuum System 

A skid mounted diesel powered vacuum pump is used to remove water and debris generated by 
the cleaning process. The vacuum is sufficient to remove almost all cleaning water, leaving the 
cleaned surface slightly damp. No water is released into the tank annulus. The vacuum 
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produced by this unit also holds the OceaneeringB DST crawler to the tank wall. The vacuum 
system can create approximately 27-inches of mercury vacuum at the pump which translates to 
roughly 24-inches of mercury vacuum at the crawler. The air flow rate into the vacuum system 
at the crawler is approximately 275 d/min. A 10- to 12-inch hose from the annulus to the 
vacuum pump will be used to supply approximately 1,200 ft3/min of cooling air to the vacuum 
pump. Water and debris will be separated from the vacuum air and the process air and vacuum 
pump cooling air is returned to the tank annulus via a temporary duct (IO-inch hose). All air 
used by the vacuum system is filtered by the annulus ventilation system thereby eliminating the 
need for separate exhaust air filtration. The estimated total flow rate through the return duct is 
approximately 1,500 ft3/min The annulus ventilation system maintains the annu~us space at a 
slightly negative pressure during operation of the system. 

2.6 Waste Water Handling and Storage Tank 

Water and debris generated by the cleaning process is separated from the vacuum system air 
stream at the vacuum system skid in a 500-gallon separator tank mounted on the skid. The tank 
contains baffles that separate the water and debris from the vacuum air stream. The waste-solids 
will collect in the bottom of the separation tank for disposal. The waste-water will be separated 
and pumped directly back into DST 241-AY-101. The waste solids will be packaged into 
55-gallon drums for disposal. 

2.7 Electrical Generator 

A diesel powered 7.5 kilowatt 110/240 generator will be used to power all systems in the control 
trailer (cameras, monitors, etc.). The electrical generator will be staged outside the AY tank 
farm to reduce noise in the control trailer. 

2.8 Remote Operator Station 

The operator station is located in a convenient area near the riser that is being used to allow 
crawler access to the annulus. The Oceaneeringm crawler movement is controlled with a spring- 
loaded joystick button to ensure that any operator departure shall immediately deactivate the 
OceaneeringB crawler high pressure spray. Constant surveillance of the crawler ensures that the 
operator is immediately aware if the spray nozzle rotation stops. Control signals are routed 
through a multiconductor cable from the control station to the crawler. The control cable is part 
of the crawler umbilical and is reeled out and recovered as necessary to prevent tangling. 

2.9 Video System 

A video system permits the OceaneeringB crawler operator to monitor the position and 
performance of the crawler. Two cameras will be mounted on the crawler and one or more 
cameras, with zoom lenses mounted on pan and tilt units, will be positioned in tank 241-AY-101 
annulus through the 3-inch annulus risers. Signal cables for the crawler mounted cameras are 
part of the crawler umbilical. Each camera is linked to a display positioned for optimum viewing 
by the remote operator. Camera zoom, tilt, and pan controls can be accessed either by the 
operator or a nearby assistant. 
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2.10 GantrynVinch System 

A beam-style steel gantry/winch system will be used to lower/retrieve the crawler in the riser and 
to hold the crawler in place in the riser when not in use. The gantry/winch will be lifted into the 
AY tank farm with a crane. The gantry/winch will be located above the riser where the crawler 
is deployed. 

2.11 Crawler Recovery System 

Should the crawler become detached from the tank wall there are a variety of ways to recover the 
crawler. The umbilical can be used to pull the crawler back to the entry riser if the crawler is not 
tangled in tank annulus equipment. If this option is not available, then a long reach cable 
attachment tool can be inserted into an advantageously located riser and a retrieval cable attached 
that can lift the crawler to a position where other retrieval cables can be attached. The retraction 
cable(s) and umbilical can be coordinated to allow vertical height control of the crawler to clear 
annulus interference and allow return of the crawler to the entry riser. 

2.12 Diesel Fuel Storage Tank 

The high-pressure water pump, vacuum pump, air compressor, and electrical generator are diesel 
and/or gas fuel operated. A fuel truck with a mounted 50- to 1 00-gallon capacity fuel tank and 
pump to fuel the equipment will be staged outside the AY tank farm. 

2.13 Tracer Gas 

Very small leaks are difficult to identify in a DST primary tank wall. A non-toxic inert tracer 
gas will be released into the tank headspace and the air passing through the crawler vacuum 
system sampled and analyzed to determine if a leak is present. Tracer Research has been 
subcontracted by OceaneeringB to perform tracer gas leak testing at tank 241-AY-101. Tracer 
Research will provide the fittings and equipment necessary to introduce the tracer gas into tank 
241-AY-101 headspace. The tracer gas supply system consists of a 300 Ib/in2 gauge bottle, 
located outside the tank farm area, connected to the tank headspace injection point with flexible 
tubing. The tracer gas supply line will be connected to the tank using a flange connection on a 
primary tank riser. The gas supply has an initial regulated charge of approximately 150 Ib/in2 
gauge that is reduced to approximately 15 lb/in2 gauge. The vacuum system air flow will be 
sampled using a small pump connected to the suction side of the OceaneeringB DST annulus 
wall cleaning vacuum system. This arrangement will prevent potential unfiltered annulus 
atmosphere releases by ensuring that the sampling system is under negative pressure. 

Tracer gas will be added to the primary tank headspace at a rate of 22-pounds per day. Tracer 
Research will establish a baseline for the tracer gas test by sampling the primary tank air space 
before the tracer gas is injected. Tracer gas will be injected into the primary tank air space in an 
amount sufficient to provide an acceptable concentration for testing purposes. A Tracer 
Research trained technician will operate the injection system and maintain the concentration 
level of the tracer gas throughout each testing day. After the crawler head is positioned over the 
suspect area, an OceaneeringB technician will collect two 120-cubic centimeter samples from 
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the crawler vacuum line. Tank farm personnel will monitor the samples for radioactive 
contamination prior to transport to the mobile laboratory. One of the two samples will be 
analyzed for the presence of the tracer gas. The second sample will only be analyzed should the 
tracer gas be detected in the first analysis. Preliminary analysis will be performed utilizing a 
standard gas chromatograph located in the Tracer Research mobile laboratory, prior to moving 
the crawler to the next test location. 

During the tracer gas test the primary ventilation system exhaust flow rate will be maintained at 
approximately 300 ft3/min. Negative pressure in the waste storage tank will be maintained at 
approximately 1- to 3-inches HzO. 

2.14 General Equipment Location 

The control trailer, high pressure pump skid, vacuum pump unit and liquid separator, air 
compressor, hydraulic power pack, electric generator, tracer gas bottle, and fuel supply truck will 
be located outside the AY tank farm fence. Process fluids, compressed air, and control signals 
will be routed to the crawler via an integrated umbilical line which will consolidate all of the 
lines into a single bundle before the umbilical passes through the tank farm fence. Separate 
cables for the annulus cameras and lighting will be routed from the control trailer to the tank 
annulus. The vacuum pump cooling air supply duct will be routed from a tank annulus riser 
directly to the vacuum pump. The return air ducting from the vacuum pump will be routed 
directly to a tank annulus riser. The portion of the crawler umbilical that will be in the tank 
annulus will be staged near the riser being used for crawler access. The umbilical hoist frame 
will be set up over the riser being used for annulus access. Tracer gas will be routed to a 3-inch 
tank riser via a small diameter flexible hose. 
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3.0 HAZARD IDENTIFICATION AND EVALUATION 

3.1 METHODOLOGY 

The "What-If' Checklist technique was used to perform the hazard evaluation of the 
Oceaneeringa DST annulus wall cleaning system. In this technique, a team leader 
systematically guides the hazard analysis team through the systedprocess being evaluated using 
a brainstorming technique incorporating relevant hazard checklists and team members 
experience. A Hazardous MateriaVEnergy Source Checklist (Table 3-1) was used as the basis 
for identifying potential hazards. 

The hazard evaluation was performed by an interdisciplinary team to identify potential hazardous 
conditions within the agreed upon scope of corrosion removal from primary tank walls using the 
Oceaneeringa DST annulus wall cleaning system. During the hazard evaluation process, 
hazardous conditions were formulated, safety consequence and event frequency estimated, and 
possible mitigative and/or preventive measures identified and discussed. This process is 
recognized by the American Institute of Chemical Engineers (AIChE) and is described in AIChE 
(1992), Guidelines for Hazard Evaluation Procedures. The results of the process were recorded 
using a tabular format. The definitions of the information developed during the hazards 
identificatiodevaluation are found in Section 3.3. 

Mission Impact information was also captured during the hazard evaluation. Safety consequence 
and environmental impact information are important risk indicators but do not fully 
communicate all of the significant project risk concerns in this case. Mission Impact is intended 
to provide a measure of the potential for a hazardous condition to result in loss of use of a DST 
to support future tank farm missions. 

Because the "What-If' Checklist technique tends to be qualitative in nature, the expertise and 
experience of the team is of primary importance in establishing the credibility of the analysis. 
A short resume of each team member is included in Appendix A to document the expertise and 
experience level of each team member. 

One of the parts of the hazard evaluation technique is the division of the process or activity into 
discrete segments. Each segment is designed to focus the efforts of the team for the efficient 
identification of hazardous conditions. The "What-If' Checklist hazard evaluation for the 
corrosion removal from primary tank walls using the OceaneeringD DST annulus wall cleaning 
system was based on the following segments chosen to capture points in the process where 
hazardous conditions could result in significant consequences. 

Node 1 : 
Node 2: 

Node 3: 
Node 4: 

Operation of the Oceaneeringa Crawler in Annulus to Remove Corrosion Scale 
General Activity: Installation and Removal of OceaneeringOX Crawler and Support 
Systems 
General Activity: OceaneeringB Crawler and Support Systems 
Other - Natural Phenomena 
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3.2 ASSUMPTIONS 

The following assumptions were made during the hazards identificatiodevaluation. 

Assumptions Related To Safety Basis Concerns 

The Frequency Category no controls (NC) and the Safety Consequence Category no 
controls (NC) for each hazardous condition were estimated based on the crawler design 
as documented in RPP-8474, Rev Oa. 

The crawler above ground support systems are designed to confine any radioactive and 
hazardous material. 

Compressed air used to power the OceaneeringB crawler and rotating spray assembly is 
exhausted into the annulus (potential for slight pressurization of annulus if the 
241-AY-101 annulus ventilation system fails). 

The high pressure hose and connection design limits energy release as a result of failures. 
The connections have a cable attached, which keeps the connection ends tied together and 
prevents whipping should they become detached. 

The frequency of flammable gas deflagrations in the annulus caused by crawler insertions 
is beyond extremely unlikely (FO) based on the amount of waste required to be present in 
the tank annulus to achieve a flammable gas concentration above the Lower Flammability 
Limit (LFL) in the annulus @e., mistransfer or primary tank leak of > 12,000-gallons into 
the annulus prior to crawler insertion). 

Reaction rate of waste with exposed aluminum surface of the crawler is not sufficient to 
produce hydrogen in qualities that would result in the annulus atmosphere exceeding 
LFL. 

To the extent possible the OceaneeringB DST annulus wall cleaning support systems will 
be located outside the tank farm fence. This includes the diesel powered vacuum pump, 
the compressed air supply, the diesel fuel supply, the diesel generator, and the tracer gas 
bottle. 

Only standard industrial hazards exist for the OceaneeringB DST annulus wall cleaning 
support systems (high temperature diesel exhaust, rotating equipment, electrical 
equipment, diesel fuel, gasoline, etc.) and are addressed via the tank farm Safety 
Management Programs. These hazards are located outside the AY tank farm fence. 

Fuel spills, from a truck mounted 50- to 100-gallon capacity fuel tank placed outside the 
tank farm fence, into tank 241-AY-101 and creating an In-Tank Fuel Fire are not 
considered a credible threat. 

3-3 



WP-8566, REV 0 

The hydraulic power pack for the crawler hydraulic arms will have a small capacity 
reservoir, which will limit the potential quantity of an oil spill. The hydraulic cylinders 
for the arms hold a maximum of 8.7-ounces of hydraulic oil each. 

The hydraulic cylinders for the arms will be supplied with Chevron Hydraulic Oil 
AW IS046, Hanford MSDS #026852. This oil is considered non-hazardous and has been 
approved for use on the Hanford Site. 

A proprietary tracer gas chosen for the leak test will include a Material Safety Data Sheet 
to ensure non-toxicity to tank farm workers. 

3.2.2 Assumptions Related to Mission Impact 

No radioactive material has been found in the annulus. 

The crawler drive systems are engineered and tested to provide enough power to 
overcome the vacuum and move the crawler on vertical surfaces. There is no concern 
with the possibility of not being able to move the crawler due to excess vacuum. 

The umbilical is made up of the vacuum line, flexible compressed air lines, flexible small 
diameter hydraulic and water lines, and one or more control/signal cables. The design of 
the umbilical maintains a bundled configuration that prevents abrasion degradation and 
limits snagging and tangling potential. 

The primary tank wall thickness for tank 241-AY-101 is shown on drawing H-2-64449. 
The bottom knuckle and first 3-feet of the tank is 7/8-inch thick, it is 3/4-inch thick for 
the next 9-feet, 1/2-inch thick for the next -20-feet and 3/8-inch thick (1 ln-feet above 
the maximum liquid level) to the top. 

The cleaning water operating pressure will be set to achieve a clean surface without 
significant base material removal during normal operation of the system. It has been 
calculated by OceaneeringB that a 40,000 lb/in2 gauge spray flow could cut through one- 
half inch steel in approximately 20 minutes if the OceaneeringB crawler and spray nozzle 
rotation stop but the spray flow continues or in 4 hours if the crawler stops and the spray 
flow and spray nozzle rotation continue. The time required to penetrate the tank wall is 
proportional to the wall thickness. 

Damage to the carbon steel surface of the tank by mechanical contact with the high 
pressure spray nozzles is not considered credible. The nozzles are brittle when side 
loaded and would break off causing the OceaneeringB crawler to no longer be operable. 

Any significant failure of a spray nozzle will result in a loss of pressure for all cleaning 
nozzles in the nozzle rotating assembly (a result of the flow limitation of the positive 
displacement pump). 
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The OceaneeringB DST annulus wall cleaning system control design includes a “dead 
man” control that requires continuous operator action to maintain high pressure cleaning 
water flow to the crawler. This reduces the likelihood of crawler stoppage resulting in 
tank wall damage. 

Failures of the “dead man” control were not postulated. It is assumed that the design of 
the switch will provide for reliability and ease of use. Deliberate operator actions to 
disable the switch are also not postulated. 

The potential for tank wall damage is limited to minor wall scoring if the spray nozzle 
assembly ceases to rotate while the OceaneeringB crawler is moving. 

There are no spray head failures that will cause penetration of the tank wall as long as the 
OceaneeringB crawler continues to travel at its normal rate. 

The flow rate of the high pressure water supply is limited to about 5-gallons per minute 
by design and operating constraints of the positive displacement pump. 

Visual observation of the OceaneeringB crawler movement is necessary. At least one 
stationary camera in the tank annulus is required. 

The waste water from the wall cleaning process will be separated and pumped directly 
back into tank 241-AY-101. The waste solids will be sampled and packaged into 55- 
gallon drums for disposal. 

Normal tank farm radiation monitoring and control requirements will be in force during 
the operation of the OceaneeringB DST annulus wall cleaning system. 

DEFINITIONS OF TABLE COLUMN HEADINGS 

The raw data table (Table B 1 of Appendix B) uses the following column headings: 

ID: The item identification (ID); used to record a unique identifier for the hazardous condition. 

LocatiodActivity: Points in a system or process where the What-IfKhecklist questions are 
applied. 

Hazardous Condition: The hardware failures, operational faults, and conditions that could 
result in undesired consequences combined with a description of the consequences. 

Cause: The cause leading to the departure from the normal conditions expected during system 
operation. Identifying causes is important to identifying potential preventive or mitigative 
controls or features for significant hazardous conditions. This column identifies the sequence of 
hardware or operational faults required to produce the postulated hazardous condition. 
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MAR: Material at risk - A  description of the type, form, and quantity [when applicable) of 
material that may be affected by the occurrence of the Hazardous Condition. 

Consequence(s): The potential consequences that could result from the postulated deviation. 
The information in this column is used in the formulation of the Hazardous Condition statement. 

Engineered Safety Features: Structures, Systems, or Components that may reduce the 
consequence or frequency of a Hazardous Condition. 

Administrative Safety Features: Administrative controls that may reduce the consequence or 
frequency of a Hazardous Condition. 

Safety Cat NC: Consequence Category, No Controls - The consequence category is a code 
designator for the level of consequence associated with a hazard condition, assuming no controls 
exist, to either prevent or mitigate the consequences. The consequence ranking is a “first cut”, 
qualitative estimate of the safety severity of the consequences assuming no controls are present. 
The following system is used: 

S3 Potential significant radiological dose consequences or chemical exposure to the 
offsite population. 

Potential significant radiological dose consequences or chemical exposure to 
onsite workers located outside the facility. 

Potential industrial injury, low radiological dose consequences or chemical 
exposure to the facility worker. 

S2 

S1 

SO Negligible safety concerns for the facility worker 

Freq Cat NC: Frequency Category, No Controls - The frequency category is a “first cut”, 
qualitative estimate of the likelihood of the hazardous condition assuming no controls are 
present. The following system is used: 

F3 Events that are expected to occur one or more times during the lifetime of the 
facility, categorized as “anticipated” events. The frequency range associated with 
this category is > lE-O2/yr. 

Events that could occur during the lifetime of the facility, but with low probability 
are categorized as “unlikely”. The frequency range associated with this category 
is 1E-OWyr to lE-O2/yr. 

Events not expected to occur during the lifetime of the facility are categorized as 
“extremely unlikely”. The frequency range associated with this category is 
lE-O6/yr to lE-O4/yr. 

F2 

F1 
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FO Events categorized as “beyond extremely unlikely”, with a frequency less than 
lE-O6/yr. Events in this category (such as a meteor strike) are so unlikely that 
they generally do not require special controls. 

Mission Impact: A code for specifying operational consequences. This estimate gives a 
qualitative measure of the operational consequences of hazardous conditions. The following 
system is used: 

M3 

M2 

M1 

MO 

Types of events in this category include conditions that penetrate the tank wall 
below the waste level and require transfer of waste from the tank to stop waste 
leaking into the annulus. Tank repair and transfedcleanup of waste leaked to 
annulus is required prior to returning the tank to service. 

Types of events in this category include conditions that penetrate the tank wall 
above the waste level or that damage the tank wall. Tank repair is required prior 
to returning the tank to service. 

Types of events in this category include damage to crawler or annulus SSCs. 
Events in this category have the potential for delay of wall cleaning activities 
while recovering from the condition. 

Also included in this category is the condition involving a pre-existing leak. 
CH2M HILL Hanford Group, Inc. has declared the tank 241-AY-101 out of 
service for waste additions because of suspected leaks. The tank will remain in 
this status until primary tank wall integrity has been verified. Therefore, 
discovery of a pre-existing leak will not change the operational status of the tank. 
Tank repair is required prior to returning the tank to service. 

Events in this category have negligible potential operational impact. 

Remarks: Miscellaneous observations or clarifying comments for a given item. 

Tables B2, B3, and B4 in Appendix B contain the Item ID, Hazardous Condition, Cause, 
Frequency Category without Controls (Freq Cat NC), and the Environmental Impact Category 
(Env Cat). Column identifiers (e.g., Hazardous Condition) used in Tables B2, B3, and B4 of 
Appendix B are consistent with the previously cited definitions other than Environmental 
Category that is described below. 

Env Cat: Environmental Category, No Controls -The consequence category is a code 
designator for the level of environmental impact associated with a hazard condition, assuming no 
controls exist to either prevent or mitigate the consequences. The consequence ranking is a “first 
cut”, qualitative estimate of the environmental severity of the consequences assuming no 
controls are present. The following system is used: 

EO No significant environmental effect outside the facility confinements systems. 
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El  

E2 

Limited environmental discharge of hazardous material outside the facility. 

Large environmental discharge of hazardous material within the plant site 
boundary. 

Significant environmental discharges of hazardous material outside the plant site 
boundary. 

E3 

Tables B5, B6, B7, and B8 in Appendix B contain the Item ID, Hazardous Condition, Cause, 
Frequency Category without Controls (Freq Cat NC), and the Mission Impact designator. 
Column identifiers (e.g., Hazardous Condition) used in these tables are also consistent with the 
previously cited definitions 

Tables B9 and B10 also present information captured in Table B1 as well as additional 
information useful in demonstrating analyzed accident and potential control applicability. The 
following additional column identifiers, derived from HNF-SD-WM-TI-764, Hazard Analysis 
Database Report, have been used in Tables B9 and B 10, Appendix B: 

BIN: A code that describes the release attributes for high Safety Consequence (S2 and 
S3) and Worker Hazard (Sl) with anticipated frequency (F3) Hazardous Conditions. 

Cause Grp: An alphdnumeric code used to permit sorting of data by the cause of a 
Hazardous Condition. 

Rep Ace: Representative Accident - An alphdnumeric code used to specify the 
analyzed accident by which the specified Hazardous Condition is represented. Only 
hazardous conditions with high Safety Consequence (S2 or S3) are assigned 
representative accidents. 

Potential Prev SSC: SSCs from the analyzed accident in the SB, determined by this 
hazard evaluation to apply to the hazardous condition, that provide a preventive function. 

Potential Prev TSR: Technical Safety Requirements (TSRs) for the analyzed accident 
in the SB, determined by this hazard evaluation to apply to the hazardous condition, that 
provide a preventive function. 

Potential Mit SSC: SSCs from the analyzed accident in the SB, determined by this 
hazard evaluation to apply to the hazardous condition, that provide a mitigative function. 

Potential Mit TSR TSRs for the analyzed accident in the SB, determined by this hazard 
evaluation to apply to the hazardous condition, that provide a mitigative function. 

Control Memo: A short description of the analyzed accident that is the source of the 
safety SSCs and TSRs. 
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3.4 HAZARDS IDENTIFICATION/EVALUATION RESULTS 

The initial hazard evaluation team meeting was held on May 29,2001. A second meeting was 
conducted on September 25,2001, to evaluate changes in design that had occurred after the first 
meeting. Hazardous conditions identified during the second meeting are identified by the 
addition of “-NEW and a number. Additional information was obtained on October 9,2001, 
and October 10,2001, so a third meeting was held (mini-”What If‘) for concerns relating to 
aluminum components on the crawler. Hazardous conditions identified during this meeting are 
identified by the addition of “-XNEW and a number. 

During the control allocation process, changes were made to the hazardous condition information 
developed during the “What If‘ team meetings. These changes were based upon additional 
knowledge or resulted from consistency checks of similar hazardous conditions that are already 
part of the SB. Changes to the “What If‘ data due to the meetings subsequent to the 
May 29,2001, meeting, as well as changes made as a result of the control allocation process, are 
summarized in Table D1, Appendix D. 

The hazards identificatiodevaluation team identified hazardous conditions associated with the 
OceaneeringQ DST annulus wall cleaning system tank wall corrosion removal activity. The 
information developed during team deliberations is presented in Table B1. 48 hazardous 
conditions were identified as a result of the “What-If‘ Checklist process on May 29,2001. 
14 additional hazardous conditions were identified during the September 25,2001, meeting for a 
total of 62. Four more hazardous conditions were added on October 10,2001, as a result of 
hazardous conditions being identified, related to the presence of aluminum components on the 
crawler, bringing the total to 66. Item IDS PTWSR-38, PTWSR-39, and PTWSR-41 through 
PTWSR-48 capture potential hazards that were not developed into hazardous conditions and are 
not included in the hazardous condition summaries, accident analyses, or control decision 
process. 

The hazardous conditions are listed by Consequence Category in Tables B2, B3, B4, and B5. 
These tables contain the item ID, Hazardous Condition, Cause, Frequency Category without 
Controls (Freq Cat NC), and the Environmental Impact Category (Env Cat). 

An additional column for capturing an estimate of Mission Impact was added to the table B1 to 
provide insight into the operational impacts of the corrosion removal process. Tables B6, B7, 
B8, and B9 list hazardous conditions grouped according to Mission Impact. These tables contain 
the Item ID, Hazardous Condition, Cause, Frequency Category without Controls (Freq Cat NC), 
and the Environmental Impact Category (Env Cat). 

Table B10, Appendix B, presents a grouping, based on accident similarity, of the hazardous 
conditions with S2 and S3 safety consequence. 

3.4.1 Safety Impact Summary 

The Hazardous Condition totals according to Safety Consequence are: 
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29 

18 

SO, negligible safety concerns for the facility worker; 

S 1, potential industrial injury, low radiological dose consequences or chemical 
exposure to the facility worker; 

S2, potential significant radiological dose consequences or chemical exposure to 
onsite workers located outside the facility; and 

S3, potential significant radiological dose consequences or chemical exposure to 
the offsite population. 

2 

7 

3.4.2 Environmental Impact Summary 

The Environmental Category for the hazardous conditions was established by convention to 
mirror the Safety Consequence Category. For example, an S1 consequence would equate to an 
El Environmental Consequence. The exceptions to this convention were hazardous conditions 
related to Occupational Safety and Radiation Protection concerns where no release of radioactive 
or hazardous material occurred. There are two cases where this condition exists. In one case the 
Environmental Consequence category is EO, indicating that no release is expected to take place. 
Three hazardous conditions were identified with S 1 -EO consequences. The other case occurs 
when the Environmental Consequence category is high (E2 or E3) but the safety consequence is 
very low ( S O )  indicating that a major tank leak to the soil subsurface has occurred. This type of 
release has no significant short-term exposure effects to people. No hazardous conditions with 
this characteristic were identified during the evaluation of the Oceaneeringa DST annulus wall 
cleaning system. 

3.4.3 Mission Impact Summary 

Mission Impacts are difficult to assess and are not normally part of a tank farms hazard analysis. 
The primary intent of evaluating Mission Impact for this safety evaluation was to identify 
potential scenarios for breaching the tank wall and resulting impacts to the tank farm mission due 
to loss of a DST. The information provided in this section is intended to permit more informed 
management decision making. 

The Hazardous Condition totals by Mission Impact are: 

20 

14 

11 

MO events that have negligible potential operational impact. 

M1 events that have the potential for delay of wall cleaning activities while 
recovering from the condition. Also included in this category are the conditions 
involving a pre-existing hole. 

M2 events that include conditions caused by failures of the crawler cleaning 
system that result in penetration the tank wall above the waste level or that 
damage the tank wall. Tank repair is required prior to returning the tank to 
service. 
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11 M3 events that include conditions caused by failures of the crawler cleaning 
system that result in penetration the tank wall below the waste level and require 
transfer of waste from the tank to stop waste leaking into the annulus. Tank repair 
and transfer/cleanup of waste leaked to annulus is required prior to returning the 
tank to service. 

The greatest Mission Impact results from OceaneeringB crawler failures that cause penetration 
of the tank wall below the waste level. Since the consequence of such a failure was evaluated as 
an uncontrolled event, the size of the penetration is not assumed to be limited. These hazardous 
conditions were assigned frequencies of F2 or F1 (Unlikely or Extremely Unlikely respectively). 
The result of a tank wall penetration below the waste surface would be movement of tank waste 
into the vacuum system and waste water storage tank with potentially high radiation fields in 
aboveground tank farm areas. Discovery of this condition is expected to occur quickly as normal 
radiation protection requirements would require monitoring of the lines where material is being 
transported from the tank annulus. There is the potential for significant quantities of waste to 
leak into the annulus. Recovery from this situation could involve emergency transfer of waste 
from the primary tank and annulus. There were three hazardous conditions identified for this 
concern. 

Mission Impact would also be high if a flammable gas deflagration were to occur in the annulus. 
However, the frequency assigned to this type of event was FO (beyond extremely unlikely). 

Moderate Mission Impact was associated with OceaneeringB crawler failures that cause 
penetration of the tank wall above the tank waste or could cause significant thinning of the tank 
wall without penetration. Since the consequence of such a failure was evaluated as an 
uncontrolled event, the size of the penetration is not assumed to be limited. These types of 
hazardous conditions were assigned frequencies of F2 or F1 (Unlikely or Extremely Unlikely 
respectively). Discovery of this condition is expected to occur quickly as normal radiation 
protection requirements would require monitoring of the lines where material is being 
transported from the tank annulus. The difference between the above waste level and below 
waste level penetration is that the above waste level penetration would only draw limited 
quantities of radioactive contamination into the crawler vacuum system and waste water storage 
tank. Penetration of the tank wall above the waste would not result in waste leaking into the 
annulus. 

Minor Mission Impact was assigned to hazardous conditions where a pre-existing tank wall 
failure was opened up by the cleaning action of the OceaneeringB crawler. Such pre-existing 
failures were postulated above and below the waste surface. A frequency of occurrence of such 
events was considered to be Anticipated (F3) by the team. Discovery of this condition is 
expected to occur quickly as normal radiation protection requirements would require monitoring 
of the lines where material is being transported from the tank annulus. These hazardous 
conditions were assigned a lower Mission Impact based on the assumption that anticipated pre- 
existing tank wall failure sizes would be very small. 

The controls that minimize the risk of wall damage are: 
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Requirement for camera to be operating to perform wall cleaning, 

“Dead man” control arrangement requiring continuous operator action to maintain high 
pressure water flow to crawler, and 

Trained and experienced operators provided by the OceaneeringB company for operating 
the crawler. 

3.4.4 Hazardous Condition Evaluation 

The FSAR hazard and accident analysis methodology requires that hazardous conditions with 
significant risk to the offsite public, onsite worker or facility worker be evaluated for application 
of controls to reduce the risk to acceptable levels. Risk is a hnction of consequence and 
frequency. Hazardous conditions with low safety risk and significant environmental risk are also 
identified to ensure that the environment is protected. The number of hazardous conditions in 
the general categories of S3 (offsite public), S2 (onsite worker), and S1-F3 (facility worker) are 
as follows. There were no hazardous conditions in the low safety impact -high environmental 
impact category. 

7 Hazardous conditions with S3 consequence similar to an existing Representative 
Accident (Rep Acc 04), 

Hazardous conditions with S2 consequence not similar to an existing 
Representative Accident, and 

Sl-F3 Hazardous conditions (not assigned to a representative accident per FSAR 
methodology), 

2 

6 

Flammable Gas Related Conditions 

All seven of the S3 safety category hazardous conditions have similar characteristics to 
Representative Accident 04, Flammable Gas Deflagration - DST. There are three hazardous 
conditions involving flammable gas presence caused by the action of radiation on water. A 
frequency of FO was assigned based on the likelihood of the occurrence of an undetected waste 
mistransfer or primary tank leak of >12,000-gallons into the annulus during crawler operations. 
This is the minimum quantity of waste required to generate sufficient flammable gas to reach the 
lower flammability limit (HNF-SD-WM-TSR-006, Appendix A). Since these hazardous 
conditions were assigned a frequency category of FO (beyond extremely unlikely) no controls are 
required. Four hazardous conditions were identified related to the production of hydrogen by 
chemical reaction of waste with aluminum components in the crawler. These hazardous 
conditions were assigned a frequency of occurrence of FO based on the potential quantities of 
hydrogen produced from reactions of aluminum with high pH waste taking into consideration 
area and quantity of aluminum available for reaction; quantity and rate of waste available to 
participate in a reaction; capability to rapidly detect waste in the vacuum system due to the 
presence of ionizing radiation; and operator response to observed crawler failures. The FSAR 
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does not require consideration of controls for hazardous conditions assigned a frequency of 
occurrence of FO. 

Compressed Gas Related Conditions 

The two hazardous conditions assigned a safety consequence of S2 were related to dispersal of 
contaminated soil by compressed gases. These hazardous conditions were conservatively 
assigned an occurrence frequency of F3 (anticipated). The consequence and frequency were 
assigned based on uncertainties of levels of soil contamination and dispersability. The 
Oceaneering@ DST annulus wall cleaning system has compressed air powered motors that 
provide crawler movement and spray nozzle assembly rotation. Item ID PTWSR-26 captures 
concerns regarding potential compressed air line failures that could result in disturbance of 
contaminated soil located in the tank farm due to the crawler operation. The Oceaneeringm DS’I 
annulus wall cleaning system also uses bottled compressed tracer gas, which is located outside 
the tank farm fence, which is injected into the primary tank headspace. This allows detection of 
small primary tank penetrations above the waste surface. A small diameter flexible line is used 
to route the gas to a tank riser where it is injected into the tank headspace at a low flow rate. 
Item ID PTWSR-52-NEW1 captures concerns regarding potential line failures that could result 
in disturbance of contaminated soil located in the tank farm due to the bottled compressed tracer 
gas. There is currently no approved FSAR representative accident analysis for releases of 
airborne radioactive material caused by compressed air disturbance. 

Facility Worker Safety 

Six hazardous conditions were assigned a safety consequence of S1 (facility worker impact) and 
a frequency of F3 (anticipated). The FSAR requires that S1-F3 hazardous conditions be 
evaluated for control allocation to ensure that facility worker safety issues are being adequately 
addressed. The IDS of the hazardous conditions were: PTWSR-03, PTWSR-05, PTWSR-20, 
PTWSR-25, PTWSR-29, and PTWSR-49-NEWI. 
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4.0 ACCIDENT ANALYSIS 

Hazardous conditions are determined to be represented by a FSAR representative accident by 
comparing the material at risk, release characteristics, cause, and accident sequence with the 
representative accident. The comparison is qualitative in nature. If a hazardous condition cannot 
be grouped under an existing representative accident, then further analysis is required to 
determine if a new representative accident scenario needs to be developed or the analysis of an 
existing representative accident needs to be expanded. Table B10 of Appendix B, presents the 
S2 and S3 category hazardous conditions grouped by the applicable F S A R  representative 
accident. This table contains the BIN, Item ID, material at risk, hazardous condition, cause, 
frequency category, safety consequence category, cause group code, and representative accident 
designator. The table is intended to provide objective evidence of whether a hazardous condition 
can be represented by an existing representative accident. If a hazardous condition cannot be 
represented by an existing representative accident, then further accident analysis may need to be 
developed. 

Based on the hazard analysis, there were only two hazardous conditions that were identified that 
needed to be mapped to a representative accident. Both of these hazardous conditions were for a 
ruptured air line in a contaminated area. Currently there is not a FSAR representative accident 
for these hazardous conditions and therefore an accident analysis would normally be developed. 
In this case however, there is currently an Unreviewed Safety Question (USQ) open for 
compressed air for which an accident analysis is being performed in support of closing the USQ. 
Until such time that the USQ can be closed, the U.S. Department of Energy, Office of River 
Protection (OW) has limited operations in the tank farms to those activities required to support 
TSRs, environmental compliance, reducing routine exposure or those that pose low risk. For this 
activity, measures are being taken to prevent the release of contamination in the event of a 
compressed air line rupture, as described in Chapter 5, Control Allocation. Special approval 
from the OW will need to be obtained for the OceaneeringB DST annulus wall cleaning system 
operation regarding the risk posed due to compressed gas line ruptures. 

Note that there were seven hazardous conditions that had S3 consequences but a frequency of FO, 
beyond extremely unlikely, which therefore do not require controls and accident consequence 
analyses is not required. 

Mission Impact hazards are not discussed in the accident analysis because they do not contribute 
to onsite or offsite consequences. 
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5.0 CONTROL ALLOCATION 

5.1 METHODOLOGY 

The control decisiodallocation process is described in Section 3.3.1.5 of the FSAR and 
implemented by the “Control Decision Meetings” procedure found in the CH2M HILL Hanford 
Group, Inc., HNF-IP-0842, Revision 0, Volume IV, Section 5.4, “Engineering.” In accordance 
with the procedure, the controls were selected based upon the mapping to the representative 
accidents by a selected group of individuals from the hazards analysis team. Since there were 
only two hazardous conditions that warranted controls and there was no representative accident 
for these hazardous conditions (but an open USQ exists), a typical control decision was not 
performed. Instead the control decision team looked at the operating parameters and system 
configuration of the OceaneeringB DST annulus wall cleaning system identified compensatory 
measures that manage risk during the use of the wall cleaning system, as described below. 

5.2 ALLOCATED CONTROLS 

The control decisiodallocation records are presented in Appendix C. Hazardous conditions with 
estimated S2 or S3 consequences and estimated frequency of occurrence greater than FO are 
evaluated for control applicability. Hazardous conditions with SI consequence and F3 frequency 
are also evaluated. The tank farm FSAR methodology does not require SO-EORI and S l -  
FO/F IF2 hazardous conditions to be evaluated for control applicability and therefore the control 
entries in the control decision record are left blank. The hazardous conditions are presented by 
item ID order. A summary of the control allocations grouped by Representative Accident, for S3 
(Offsite Individual), S2 (Onsite Worker), and S1-F3 (Facility Worker Safety) is provided in 
Table 5-1. All hazardous conditions having a safety consequence, regardless of frequency, are 
included in Appendix C and will be added to the Hazard Analysis Database. 

Only two hazardous conditions were identified that met the FSAR criteria for allocation of 
controls, PTWSR-26 and PTWSR-52-NEWl. Both of these hazardous conditions are for an air 
line rupture in a contaminated area. There is currently no approved FSAR representative 
accident analysis for releases of airborne radioactive material caused by an air line rupture. An 
USQ (TF-01-0331, Rev. 1) was declared by the O W  (Boston, 2001) with respect to a rupture of 
compressed air systems in contaminated areas. Until the USQ is closed, authorization of 
operation of compressed air systems is required by the OW. 

The control decision team looked at the operating parameters and system configurations of the 
compressed air systems for the OceaneeringB DST annulus wall cleaning system. A 150 Ib/in2 
gauge portable air compressor is used to support the wall cleaning system. The portable air 
compressor is operated at flow rates up to 100 ft3/min at a pressure of 100 Ib/in2 gauge. 
Additionally, there is a 300 Ib/in2 gauge gas bottle that supplies gas to the tank for performing 
tracer gas studies. The gas supply has an initial regulated charge of approximately 150 Ib/in2 
gauge that is then reduced to approximately 15 Ib/in2 gauge. Although both compressed air 
system activities are manned, and operators would be able to be shut down immediately in the 
case of an air line rupture, the control decision team decided that rubber matting should be 
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applied under the compressed air lines to prevent the spread of contamination in the case of an 
air line rupture. 

The remaining hazardous conditions, evaluated as part of the control decision process, were 
related to facility worker safety issues. In all cases the tank farms Safety Management Programs 
were found to adequately prevent or mitigate the hazards. 
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6.0 CONCLUSIONS 

All hazardous conditions with S3 (offsite individual) potential consequences were evaluated and 
assigned FO (beyond extremely unlikely) frequency. No controls are required for hazardous 
conditions with this frequency category. 

There were only two hazardous conditions with S2  (onsite worker) potential consequences. Both 
of these hazardous conditions were for compressed air. There is currently no FSAR approved 
representative accident for these hazardous conditions and therefore a USQ was declared by the 
O W  (Boston, 2001) with respect to rupture of compressed air systems in contaminated areas. 
Until the USQ is closed, authorization of operation of compressed air systems is by the ORP. 
A compensatory measure was selected by the control decision team to apply rubber matting 
under the compressed air lines to prevent the possibility of disturbing any soil contamination in 
the case of an air line rupture. Authorization from the ORP for use of the compressed air and 
compressed tracer gas systems will need to be obtained before the crawler is deployed. 

The controls to protect the facility worker are those contained in the t a d  farm Safety 
Management Programs. These controls were deemed adequate. 

The following Mission Impacts controls to reduce the risk of breaching the tank wall from 
operation of the crawler were evaluated and found to be adequate: 

Requirement for fixed remote camera to be operating to perform wall cleaning, 

“Dead man” control arrangement requiring continuous operator action to maintain high 
pressure water flow to crawler, and 

Trained and experienced operators provided by the OceaneeringB company for operating 
the crawler. 
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PROCESS HAZARDS ANALYSIS TEAM BIOGRAPHICAL INFORMATION 

JeMey E. Andrews (Representing Tank Farm Operations) - B.S. in Chemical Engineering. 
Operations Representative for hazard evaluation for the Oceaneering Crawler tank wall cleaning 
system. Fifteen years of operations and engineering experience in the Nuclear Navy and at the 
Hanford site. Experience at Hanford includes assignments as Shift Manager for tank farms, 
Tank Farms Final Safety Analysis Report, development and Operations management of several 
large projects such as C-106 sluicing and AZ-101 mixer pump test. 

Jim R. Bellomy 111 (Representing Maintenance & Reliability Engineering) - Engineer 11, 
Maintenance and Reliability Engineering. Mr. Bellomy has 20 years of engineering experience 
in design, construction, start-up, testing, and operations support at both commercial and 
government owned reactor and non-reactor nuclear facilities. He has over 17 years experience at 
the Hanford Site supporting numerous Hanford construction projects and facility upgrades at 
N Reactor and the 200 Area tank farms. He has experience in all aspects of systems design, 
fabrication, construction, testing, and operations and has been involved in several hazard 
evaluations and safety assessments. Mr. Bellomy has been an Unreviewed Safety Question 
Evaluator for the past seven years and has provided support to several tank waste retrieval 
projects including tank 241-C-106 waste retrieval, tank 241-AZ-101 mixer pump testing, long 
length equipment removal, and saltwell pumping. 

David R. Bratzel (Representing Nuclear Safety and Licensing) - B.S. Chemistry; M.S. in 
Engineering Management. Mr. Bratzel has approximately 23 years of experience at Hanford in 
the nuclear industry relating to the storage, handling, and transfer of radioactive wastes. 
Mr. Bratzel has experience in laboratory operations, technology development, and most recently 
pertaining to resolution of safety issues in the Hanford tanks and nuclear safety analysis to 
support the tank farm authorization basis. 

Stephen R. Chapman (Representing Operations) -Two plus years as a Field Work Supervisor 
for double-shell tank farms, certified to perform high risk work including tank intrusive work, 
critical lift crane activities and long length equipment removal and installation. Have recently 
worked closely with the Tank Integrity and Corrosion Mitigation activities. In the seven years of 
experience at Hanford I have worked as an operator for single and double shell tank farms, D&D 
worker at IOON and 233-S as well as a Field Work Supervisor. 

Gary Duncan - B.S. Mechanical Engineering; over ten years naval nuclear operations and nine 
years nuclear operations and project management experience at the Hanford Site. Hanford 
experience includes shift operation manager, transfer system manager, retrieval operations 
manager, mixer pump project manager, tank integrity assessment project engineer, and 
double-shell tanks integrity project manager. 
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David J. Foust (Representing Radiation Control) - B.S. Physics. 34 years of radiation protection 
experience, including three years as a licensed reactor operator, eight years as a health physics 
technician, three years as Radiation Safety Officer at a Uranium mining & milling operation, 12 
years as Radiation Protection manager for Hanford Construction and Engineering Contractor and 
eight years as a Radiological Engineer for various Hanford Contractors. 

Lawrence J. Kripps (Representing Nuclear Safety and Licensing) - B.S. and M.S. Nuclear 
Engineering. Over twenty-nine years experience managing and performing safety analyses and 
environmental assessments of the U.S. Department of Energy and commercial nuclear and 
non-nuclear facilities. Provided the initial and continuing technical direction and support in the 
development of the hazard and accident analyses and controls for the Tank Farms Final Safety 
Analysis Report and the associated Technical Safety Requirements. 

Ruben E. Mendoza (Representing Project Engineering) - B.S. Mechanical Engineering. 12 years 
of experienceincludes project management, cost account management, test planning and 
directing, field work planning and consulting, mechanical design, and stress desigdanalysis 
Has extensive background in equipment testing in Hanford’s underground radioactive waste 
tanks including tank 241-SY-101 hydrogen mitigation mixer pump, flammable gas tank ball 
rheometer and void fraction meter, and AZ-101 mixer pumps. 

William J. Powell (Representing the Design Authority) - BS in Chemical Engineering, 
Registered Professional Engineer in the State of Montana. Mr. Powell has more than 15 years of 
experience in the nuclear industry, most of it with the storage, handling and transfer of 
radioactive waste. He has over 20 years of experience in the chemical and nuclear industry, 
including Process engineering, accident analysis, Unreviewed Safety Question evaluations and 
hazard assessments. Other nuclear related experience includes technical evaluation of process 
conditions and design authority responsibility for major projects on the Hanford site. 

Victor Renord - OceaneeringB technical representative with Oceaneering International, Inc. gave 
a presentation outlining the function and design details of the OceaneeringC3 crawler. Entertain 
questions fkom the team prior to the initiation of the hazard evaluation. 

Milton V. Shultz, Jr. (“What If‘ Facilitator, Nuclear Safety & Licensing) - B.S. Nuclear 
Engineering Technology. Facilitator for hazard evaluation for the Oceaneeringm crawler tank 
wall cleaning system. More than 27 years experience in a broad range of engineering and 
technical assignments at the Hanford Site. Experience includes leading Preliminary Hazards 
Analyses and “What If‘s for a variety of tank farms projects, including several for the Tank 
Farms Final Safety Analysis Report (FSAR), contributor to the hazards analysis work for the 
FSAR. Has performed independent Nuclear Safety evaluations of reactor plant design and 
operation at Hanford’s N Reactor. 

Ryan Smith (Representing Nuclear Safety & Licensing) - B.S. Mechanical Engineering. Six 
years of experience at the Hanford Site with the last three years specific to Nuclear Safety and 
Licensing (NS&L) support. NS&L Engineer for the Interim Stabilization, Characterization, and 
Vados Zone programs. Extensive knowledge in flammable gas related issues related to pumping 
waste to and from tank farm facilities. Key team member in establishing the authorization basis 
(AB) for Interim Stabilization and reconciliation of the Los Alamos National Laboratory Safety 
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Assessment with the Basis of Interim Operations (BIO). Assisted in the transition of the BIO to 
the FSAR as well as ongoing AB maintenance and clarification support. 
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Thomas W. Staehr - B.S. Civil Engineering, M.S. Construction Management, Registered 
Professional Engineer in the State of Washington. More than 25 years of project administration 
and construction engineering experience in the commercial power and environmental cleanup 
industries. Hanford experience includes 12 years as a Project Engineer contributing to hazards 
analysis on various waste retrieval projects including the Grout Disposal Vaults, In Tank Sludge 
Washing, Tank AZ-101 Waste Retrieval System (Mixer Pumps) and the Initial Waste retrieval 
System projects. 

Gary R. Tardiff (Representing AY & AZ Engineering) - B.S. Chemical Engineering. Mr. Tardiff 
has been working in East Tank Farms for approximately nine years as the AY and AZ Tank 
Farms System and Cognizant Engineer and has been supporting many projects such as W-030, 
W-151, W-211, W-314, W-523, W-525 as well as the Caustic Mitigation project for AY-IO1 and 
AY-102. He has worked for 12 year as a process engineering and shift engineer at the PUREX 
Facility. He has also worked for DuPont (test engineer) and WR Grace (process engineer) before 
coming to Hanford. 
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Table B2. Hazardous Conditions With Potentially Significant Offsite Consequences (S3). 
- 
E"" 
Cons 
E3 

~ 

__ 
E3 

~ 

EO 

- 
E3 

E3 
- 

- 
E3 

~ 

E3 

- 

ID Hazsrdous Condition 

FTWSR-W- 
XNEW I 

Rclcase o f  radioactive and toxic aemsols due to 
flammable gas deflagration in annulus caused by 
ignition o f  hydrogen created fmm a reaction of 
waste with crawler aluminum components due to 
an existing hole in the tank below waste level 
(crawler moving) 
Release ofradioactive and toxic aerosols due to 
flammable gas deflagration in annulus caused by 
ignition o f  hydrogen created from a reaction of 
waste with crawler aluminum components due to 
an existing hole in the tank below waste level 
(crawler mpped) 
Release ofradioaetivc and toxic aerosols due to 
flammable gas deflagration in annulus caused by 
ignition o f  hydrogen created from reaction of 
waste with crawler aluminum components 

Release of radioactive and hslardous material due 
to flammable eas def lmt ion in the annulus 

FTWSR-04- 
XNEW2 

FTWSR-18- 
XNEW I 

FTWSR-34 

Cause 

Reaction o f  radioactive waste fmm preuxisting 
tank failure below waste level with aluminum 
components o f  crawler during normal operation 
generates hydrogen which raises annulus 
flammable gas concentration above the LFL (spad 
source assumed present) 
Reaction o f  radioactive waste from preuxisting 
tank leak below waste level with aluminum 
components o f  crawler with crawler stopped over 
leak generates hydrogen raising annulus flammabl< 
gas concentration sbove the LFL (spark source 
assumed present) 
Equipment failure or operator error causes crawler 
to stop, high pressure spray continues to operate, 
penemtion o f  tank wall below the waste level 
occurs, waste reacts with aluminum components 
producing hydmgen (spnrk assumed present) 
Crawler system or operations creates spark with 
flammable eas Dresent in the annulus 

FTWSR-34- 
XNEWl 

Release of radsoacuvc and hamdous matrnal due 
w flammable gas deflagration m thc annulus 

Crawler falls inlo pool of W L Y B S ~  in annulus 
resulting in a reaction o f  thc aluminum 
comprncnts of the Crawler system producing 

B-22 

FTWSR-35 

PTWSR-40 

sufficient quantities ofhydmgen to reach the LFL 
in the annulus (spark source assumed present) 

Release of radioactive and hazardous material due Crawler system or operations creates spark in the 
to flammable gas deflagration in the primary tank primary tank via a hole in the tank (existing or 

crawler induced) with flammable gas present in t h t  
primary tank 
Insertion ofcrawler into tank annulus results in a Relelsc of radioactive and hazardous material due 

to a flammable eas deflazration in the annulus with flammable Pas oresent 
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ID 

PTWSR-26 

PTWSR-52-NEW1 

Hazardous Condition Cause Frcq Env 
CatNC Cons 

Dispersion of radioactive material due to Hosdconnection failure, abrasion or culting by F3 E2 
compressed air line failure above gmund lying on impacted items. human ermr 
contaminated soil 
Dispersion of radioactive material due to Human ermr or line failure (assumed very small F3 E2 
compressed gas line failure above ground lying on diameter line) 
contaminated soil (tracer gas) I 
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Table B4. Hazardous Conditions With Potentially Significant Worker Consequences (Sl). 
- 
Env 
Cons 

E l  
~ 

- 
E l  

~ 

E l  

__ 
El  

~ 

El 

~ 

El 

~ 

E l  

~ 

E i  

~ 

E l  

_. 

El 

~ 

El 

~ 

(2 sheets) 
ID 

TWSR-03 

IWSR-04 

TWSR-05 

TWSR-06 

Hazardous Condition 

Rclease of radioactive and hazardous material 
(tank vapor) duc to M cxiaing hole in lhe tank. 
Relcase is through lhc annulus ventilation System 
initially via the crawler vacuum and annulus reNm 
system 
Release of  radioactive and hazardous material 
(tank liquid waste) due to M existing hole in the 
tank. Release i s  Ihmugh lhc annulus ventilation 
system initially via the crawler vacuum and 
annulus mum system 
Release o f  radioactive and hazardous material 
(tank vapor) to the above ground crawler vacuum 
and mulus mum system resulting in direct 
radiation expasure to facility workers 
Release of radioactive and hazardous material 
(tank liquid waste) to the above ground crawler 
vacuum and annulus reNm system resulting in 
direct radiation exwsure to facilitv workers 

TWSR-II Release of radioactive and hazardous material and 
dinct radiation exposure to facility workers fnm 

I tank hole 
I Release of rad and haz material and dinct TWSR-14 

TWSR-I I-NEW1 

TWSR-I2 

TWSR-12-NEW1 

radiation cxporurs to facility worken from 
contamination o f  above ground crawler support 
systems as a result o f  crawler stopping with spray 
nozzles rotating creating a tank hole above the 

contaminnlion of above ground crawler support 
systems as a result o f  high vacuum preventing 
crawler movement which rcsulu in a tank hole 
above UK waste 
Release of radioactive and hazardous material and 
direct radiation exposure to facility workers from 
wntamination of above ground crawler support 
systems as a result o f  high hydraulic arm pressure 
preventing crawler movement which results in a 
tank hole 
Release of radioactive and hazardous material and 
direct radiation cxposure to facility workers fmm 
contamination o f  above ground crawler support 
systems as a result of high vacuum preventing 
crawler movement which results in a tank hole 
M o w  the waste 
Release of radioactive and hazardous material and 
direct radiation exposure to facility workers from 
contamination o f  above ground crawler support 
systems as a result o f  high hydraulic arm pressure 
preventing crawler movement which results in a 

I waste surfacc 

TWSR-I5 I Release of  rad and haz matsrial and direct 
radiation cxposure to facility workers from 
contamination of above ground crawler support 
systems as a result o f  crawler stopping with spray 
nozzles rotating creating a tank hole below the I waste surface 

TWSR-I1 I Release of  rad and hs2 m a t e d  and direct 
radiation exposure to facility workers from 
contamination of above ground crawler support 
systems as a result ofcrawler stopping and spray 
nodes  not rotating creating a tank holc abvc  lhc 
waste surface 

Cause 

Vormal operation o f  crawler above tank waste 
evcl with preexisting tank failure (vacuum 
;ystem draws tank atmosphere into System piping 
md equipment) 

Uormal operation of crawler below tank waste 
cvcl with prezxisting tank failure (vacuum 
iyslem draws tank waste into system piping and 
:quipment) 

Vormal operation o f  crawler above tank waste 
eve1 with pre-existing tank failure (vacuum 
gystem draws tank atmosphere into system piping 
md equipment) 
Vormal operation of crawler below tank waste 
eve1 with preexisting tank failure (vacuum 
iystem draws tank waste into system piping and 
:quipment) 
Vacuum pump malfunction 

Hydraulic arm malfunction 

Vacuum pump malfunction 

Hydraulic arm failure 

Equipment failure, crawler impacts M~UIUS 
itruchm, or opcrator error 

Equipment failure, Crawler impam MnUlUS 
i t ruc~~re ,  or operator emor 

?quipmen1 failure (e.g., loss o f  air to crawler), or 
)psrator error 

- 
Freq 
'at N( 
F3 
- 

- 
F2 

- 
F3 

- 
F2 

- 
F I  

- 
F2 

- 
F I  

- 
F2 

- 
FZ 

- 
F2 

- 
F2 

- 
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ID Hazardous Condition 

PTWSR-I8 Rcleay of rad and hsz malerial and direct 
radiation exposure 10 facility workers h m  
contamination of above ground crawler suppott 
systems as a result of crawler stopping and spray 
nozzles not rotating creating a tank hole below the 
WaEfe surface 

Cause Freq Env 
CalNC Cons 

EO Equipment failure (e.&, loss of air to crawler), or 
operator error 

FZ 

I failure above ground I impacted items, human enor 
PTWSR-29 IReleasc of radioactive and hazardous material to IEouioment failure. or human error 1 F3 I E l  

PTWSR-20 Potential facility worker injuq as a result of high 
pressure wmer linc failure above ground 

HOSC~COM~C~~W failure. abrasion or cuning b) 
impacted items, human CMC 

. .  
thc environment fmm the collection wafer tank due 
to overfilling or leak or failure 

PTWSR-33 I Rcleaw of radioactive and hazardous material I Equipment failure. vehicle impact human error I FO I El 

F3 FO 

I I (tank v y !  or liquid was!) due to a hole in the 
tank (existme or crawler lnduccdl AND loss of 

PTWSR-49-NEW1 

PTWSR-50-NEWI 

I I  
I 

above ground crawler vacuum and annulus return 
system conilncmcnt 
Personnel injury due to contan with high pressure Human enor or equipment failure F3 EO 
B U S  
Personnel injury due to exposure to toxic gasses Human error or equipment failure FO EO 
ftraccr eas is nontoxic) 
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Table B5. Hazardous Conditions With No Significant Consequences (SO). (2 sheets) 
~ 

E"" 
cons 
EO 

EO 

EO 

- 

- 

- 

- 
EO 

- 
EO 

- 
EO 

- 
EO 

- 
EO 

- 
EO 

EO 
__ 

- 
EO 

__ 
EO 

- 
EO 

- 
EO 

_. 

EO 

EO 
- 

- 
EO 

- 
EO 

- 
EO 
- 

ID Hazardous Condition 

FTWSR-01 Loss ofvacuum cauws crawler to fall off the wall 
and damages SSCs located in the annulus 

and damages SSCs located in the annulus 
Releasc of radioactive and hazardous material 
(existing corrosion scale, concrete splatter, etc. on 
cxterior wall o f  primary tank) through the annulus 
ventilation system via the crawler vacuum and 
annulus return system 
Inability to detect primary tank leak as a result of 
water Icaked to annulus due to insufficient crawler 
vacuum 
Inability to dctecl primary tank leak as a result o f  
water leaked to annulus due to crawler falling off 

Primary tank wall damaged (i.e., thinning oftank 
wall) as a result o f  high vacuum preventing 

PTWSR-02 Loss ofcrawier contact with Wall CaUSCS it to fall 

PTWSR-07 

PTWSR-08 

PTWSR-09 

wall M d  continued high pressure water flow 
PTWSR-IO 

crawler movement 
PTWSR-IO-NEWi IPrimarv tank wall damaeed (Le.. thinning oftank IMalfunction ofthe hydraulic supply system to the 

I - . _ .  
CWSC 

Vacuum pump failure, vacuum hose or connection 
leak, vacuum hose plugs 
IlnRular Or curved tank Surface 

Normal operation (vacuum system draws removed 
material into system piping and equipment) 

Damaged crawler vacuum seal, irregular or Curved 
surface, low vacuum 

Vacuum pump failure, vacuum how or connection 
leak. vacuum how plugs, irregular or curved 
Surface 
Vacuum pump malfunction 

PTWSR-IO-NEW2 

PTWSR-IO-NEW3 

PTWSR-IO-NEW4 

PTWSR-13 

PTWSR-16 

PTWSR-19 

I rotaing, but crawler continucs to move 
I lnabilily to detect primer) tank leak as a resull of I HosclwMecoon failure. abrasion or cutting b) 

I 
PTWSR-21 

.. ~ ~ 

wall) a result o f  high?or& from hydrsulic arms arms 
preventing crawler movement 
Primary unk wall damaged (i.e.. thinning of tank Physical obstruction on annulus secondary wall 
wall) as a result o f  hydraulic arms hanging up on 
annulus secondary wall preventing crawler Hydraulic arm rollers freeze up 
movement 
Primary tank wall damaged as a result of hydraulic Hydraulic system failure causes high pressure 
m s  overpressure on annulus secundary wall 
AMUIW secondary unk wall damaged as aresuit Hydraulic system failure causes high pressure 
of hydraulic m s  overpressure on annulus 
secondary wall 
Damage to primary tank wall (i.e., thinning ofthe 
tank wall) due to crawler stopping with spray 
nozzles rotating 
Damage to primary tank wall (Le., thinning oftank Equipment failurc (e.&, loss of  air to crawler), or 
wall) due to crawler stopping with spray nozzles 
not mming 
Primary unk wall damaged (is., thinning of  tank 
wall) as a resull o f  crawler spray nozzles not 

Equipment failure, crawler impacts annulus 
structure, or operator error 

operator error 

Equipment failure 

water I&d to &IUS due to insufficient crawler impacted items, human crmr I' 
PTWSR-22 lnadcquav corrosion scalc rcmoval duc to luss of  

water or low pressure water to crawler 
Hosc/coMcction IC& hlgh pressure nater suppl) 
system cquipmcnl fatlurc 

PTWSR-24 

PTWSR-24-NEW1 

PTWSR-24-NEW2 

of craGler falling off tank wall due to vacuum line impacted items, human ermr 
failure above gmund 
Damage to SSCs located in the M ~ U S  as a resull Hosdconnection failure, abrasion or cutting by 
o f  crawlcr falling off tank wall due to vacuum line impacted items, human crmr 
failure in annulus 
Rclesss ofhydraulic fluid into tank annulus due to Failure o f  hydraulic lines or hydraulic cylinder 
hydraulic line failure or hydraulic cylinder leaks leaks 
resule in potential hydraulic fluid removal issue 
Fire in annulus due to leaked hydraulic oil being Hydraulic oil leak plus ignition source 
ignited 
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Table B5. Hazardous Conditions With No Simificant Consequences (SO). (2 shea ) 
E"" 
cons 
EO 

EO 

EO 

~ 

- 
_. 

- 
EO 

~ 

EO 

- 
EO 

EO 

EO 

- 

__ 

- 
EO 

~ 

EO 

- 

ID Harardaus Condition 

FTWSR-27 Loss of crawler control and spray nozzle rotation 
due to compressed air line failure in annulus 

FTWSR-28 Loss of visual observation of crawler operation due 
to crawler Camera failure 

PTWSR-30 Tcmpnaturc monitoring system (thermocouple) 
wiring in the annulus damaged as a result of 
crawler movement 
F'rimary tank wdl damaged due to mming spray 
n o d e  impacting primary tank or spray nozzle 
stnrctvral failure 
Releases of airborne andor liquid radioactive and 
hazardous material due to loss of above gmund 
crawler vacuum and mulus return system 
eonfinement 

FTWSR-31 

FTWSR-32 

- - . . .  
Cause 

Hodconnection failure, abrasion or cutting by 
impacted items, human ermr 
Equipment failure 

Equipment failure. or human error 

Equipment failure, irregular or curved surface 

Equipment failure, vehicle impact, human ermr 

PTWSR-36 Tank m u l u s  pressurized duc 10 loss of m u l u s  
vcntilation system during crawler operation 

Equipmcnl failure. or human mor 

FTWSR42-NEWI 

PTWSR42-NEW2 

B-27 

removal 
Damage to tank annulus riser due to insldlation of Human ermr or crane equipment failure 
"A" frame riser tcthcr hoisting system (crane load 
h P )  
Crawler dropped as a result ofhang up on riser 
during removal (using "A" frame hoisting 

Human enor 

PTWSR-SI-NEW1 Inaccurate results for le& detection due tu reaction 
of tracer gas with tank waste 

lnvinsic condition 
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Table B6. Hazardous Conditions Having Serious 
ID Hazardous Condition 

WSR-W- 
NEW I 

Release of radioactive and toxic aerosols due to 
flammable gas deflagration in annulus caused by 
ignition of hydrogen created from a reaction o f  
waste with crawler aluminum components duc to 
an existing hole in the tank below waste level 
(crawler moving) 
Release of  radioactive and toxic aerosols due to 
flammable gas deflagralion in annulus caused by 
ignition of hydrogen created from a reaction o f  
waste with crawler aluminum components due to 
an existing hole in the tank below waste level 
(crawler stopped) 
Rclcase of radiosftivc and ha2ardous material and 
direct radiation exposure to facility workers from 
contamination o f  above ground crawler support 
systems as a result o f  high vacuum preventing 
crawler movement which res~lts in a tank hole 
below the waste 
Release ofradioactive and hazardous material and 
direct radialion exposure to facility workers from 
contamination o f  above ground crawler support 
systems as a result o f  high hydraulic arm pressure 
preventing crawler movement which results in a 
mk hole 
Release ofrad and haz material and dircct 

contamination o f  above ground crawler suppon 
systems as a result of crawler stopping with spray 
nozzles rotating creating a m k  hole M o w  the 
waste surface 
Releasc o f  rad and haz material and direct 
radiation exposure to facility workers from 
contamination o f  above ground crawler support 
systems as a result ofcrawler stopping and spray 
nozzles not rotating creating a lank hole below the 
waste surface 
Release o f  radioactive and toxic aerosols due to 
flammablc gas deflagration in annulus caused by 
ignition of hydrogen created hom reaction o f  
waste with crawlcr aluminum companenu 

Release o f  radioactive and hazardous material due 
to flammablc gar deflagration in the annulus 
Release of radioactive and hazardous material due 
to flammable gas deflagration in the annulus 

TWSR-04- 
NEW2 

WSR-12 

TWSR-12-NEW1 

TWSR-IS 
radialion exposurr to facility workers from 

TWSR-18 

TWSR-l8- 
NEW1 

TWSR-34 

TWSR-34- 
NEW1 

Potential Mission Impact (M 
Cause 

Reaction o f  radioactive waste from pre-existing 
tank failure below waste level with aluminurn 
components o f  crawler during normal operation 
generates hydrogen which raises annulus 
flammable gas concentration above the LFL ( s p d  
source assumcd present) 
Reaction ofradioactive waste from pre-existing 
tank leak below waste level with aluminum 
components o f  crawler with crawler stopped over 
leak generates hydrogen raising mnulus flammabli 
gas concentralion above the LFL (spark source 
assumed present) 
Vacuum pump malfvnction 

Hydraulic arm failure 

Equipment failure, crawler impacu annulus 
S t N C N r c .  Or operator C n O r  

Equipment failure (e&, loss o f  air to crawler), or 
operator error 

Equipment failure or operator enor causes crawler 
to stop, high pressure spray continues to operate, 
penetration oftank wall below thc waste level 
occurs, waste rem with aluminum components 
producing hydrogen (spark assumed present) 
Crawler system or operations creates spark with 
flammable gas present in the annulus 
Crawler falls into pool o f  waste in annulus 
resulting in a reaction o f  the aluminum 
commnenu ofthe Crawler svstem oroducinc 
ruff;unt quantillcs o f  hydmgen m'reach the"LFL 
m the annulus (spark soum assumed present) 

I Release o f  radioacuvr and hazardous malcrial due I Crawlcr system or operations CrCatCs spark In thc TW SR-3 5 

TWSR-40 

to flammable gas deflagration in the primary tank primary &k via a hole in the tank (existing or 
crawler induced) with flammable gas present in thi 
primary tank 
Insertion ofcrawler inlo tank annulus results in a 
spark with flammable gas present 

Release of radioactive and hazardous material due 
to a flammable gas deflagration in the annulus 

(1 sheet) - 
Freq 
'at N( 
FO 
- 

- 
FO 

- 
F I  

- 
F2 

- 
F2 

- 
F2 

- 
FO 

- 
FO 

FO 
__ 

- 
FO 

- 
FO 
- 
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ID Hazardous Condition cause 

IWSR-IO Primary tank wall damaged (i.e., thinning oftank 
wall) as a result ofhigh vacuum preventing 
crawler movement 
Primary lank wall damaged (i.c., thinning oftank Malfunction ofthe hydraulic supply system to the 
wall) BS a result of high fonx from hydraulic arms arms 
preventing crawler mvement 
Primary tank wall damaged (i.e., thinning oftank Physical obstluction on annulus secondary wall 
wall) BS a result of hydraulic arms hanging up on 
annulus secondary wall preventing crawler Hydraulic arm rollers mClc up 
movement 
Primary tank wall damaged as a result of hydraulic Hydraulic system failure causes high pressure 
m overpressure on annulus secondary wall 
Annulus secondary tank wall damaged as a result Hydraulic system failure causes high pressure 

Vacuum pump malfunction 

IWSR-IO-NEW1 

IWSR-IO-NEW2 

IWSR-IO-NEW3 

IWSR-IO-NEW4 

Fmq 
Cat N( 

FI  

F2 

F2 

F2 

FZ 

IWSR-II  Rcleav of radioactive and hazardous marcrial and 
diren radiation exposure to faclllR workers from 

- 
FI 

- 
F2 

Vacuum pump malfunctiun 

IWSR-I I-NEW1 

contamination of above ground crawler support 
systems BS a result of high vacuum preventing 
crawler movement which results in a tank hole 
abo"C the WBStc 

Release of radioactive and hazardous material and 
direct radiation exposure to facility workers from 
contamination of above ground crawler suppati 
systems as a result of high hydraulic rn pressure 
preventing crawler movement which rcsulu in a 
m k  hale 

Hydraulic m malfunction 

I not rotating I 
I Release of rad and haz malerial and direct TWSR-17 I Equipment failure (e&, loss of air to crawlcr), or 

TWSR-13 Damage to pnmary tank uall ( I  e , thinning of the Equipment failure, crawler impam annuIu$ 
tank wall) due to crawler stopping uilh rpra) stluaure. or operator err01 

r2 

- 
Env 
Cons 
EO 
- 

- 
EO 

- 
EO 

- 
EO 

EO 
- 

- 
E l  

- 
El 

- 
EO 

- 
E l  

- 
EO 

- 
E l  

- 

IWSR-14 

IWSR-16 

B-29 

noulcs rotating 
Release of rad end hs2 material and direct 
radiation exposwe to facility workers from 
contamination of above ground crawler support 
systems as a result of crawler stopping with spray 
nodes rotating creating a tank hole above the 
waste surface 
Damage to primary tank wall (i.e., thinning of  tank Equipment failure (e+, loss of air to crawler), or 
wall) due to crawler stopping with spray nodes 

Equipment failure, crawler impacts annulus 
stluchlre, or operator ermr 

F2 

F2 
operator error 

radiation cxposwe to facility workers from 
contamination of above ground crawler support 
systems as a result ofcrawler stopping and spray 
no~zlcs not rotating creating a tank hole above the 
WBStC surface 

operator ermr 
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(1 
Freq 
atN( 

sheet) - -  
Env 
Cons 

ID Hazardous Condition 

tank (existing or crawler induced) AND loss of 

Cause 

PTWSR42-NEW2 Crawler dropped as a result ofhang up on riser 
during removal (using "A" frame hoisting 

Human error 

...... ~ ~ ~~~ ~~ ~~~~ ~~~ ~ ....I .._. 
and damages SSCs locatcd in the annulus 

. .  
leak. vacuum how plugs 

- 
EO 

EO 

E l  

- 

- 

- 
El 

- 
E l  

- 
El 

- 
EO 

- 
EO 

- 
EO 

EO 
- 

- 
El 

- 
EO 

EO 
- 

- 
EO 

- 
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FTWSR-25 Facilily worker injury due to wmprcssed air line 
failure abovc ground 

Hosdconnection failure, abrasion or culling by 
impacted items, human cmr 

Table B9. Hazardous Conditions Having Negligible Potential Mission Impact (MO) 
(1 sheet) 

extcrior wall o f  primary tank) through the annulus 

F3 EO 

I pnssurs water line failure abovc ground I impactcd items. human error 1 I 
PTWSR-21 I lnabiliw LO deled prim- mk lcak as a result of I Hosdconncction failure. abrasion or cunlng b) I I 3  I LO 

PTWSR-27 Loss ofcrawlcr wntml and spray nonle mation 
duc to wmpresscd air Iinc falure in annulus 

Hosuconncction fulure. abrasion nr cuning b) 
impactcd items, human c m r  

water &ked to &ulus due to insuficicnt crawler impacted items, human ermr I' 

F l  EO 

I l l  

PTWSRJO 

PTWSR-32 

FTWSR-36 

FTWSR-49-NEW1 

. I I 
FTWSR-22 1 lnadcguatc wrmsion scalc removal due to loss of I Hosdwnncction IC&, high pressure water supply I F3 I EO 

. .  
the environment from the wllcction water tank due 
to overfilling or lcak or failure 
Temperature monitoring system (thermocouple) Equipment failure, or human error F2 EO 
wiring in thc annulus damaged as a result of 
crnwlcr movemcnt 
Rckascs of airbomc and/or liquid radioactive and Equipment failure, vehicle impacl, human ermr F3 EO 
hazardous material duc to loss of above ground 
crawler vacuum and annulus rehnn system 
wnfmcment 
Tank annulus pressurized due to loss of annulus Equipment failure, or human mor  F3 EO 
ventilation system during crawler operation 
Pcrsonncl injury due to contact wilh high prcrrure Human emr or equipment failure F3 EO 
EBSCI 

I water or IOU pressure wacr  to Crawler lsyslem cquipmcnt failure I I 
FTWSR-24-NEW I I Rclcasc of hydraulic fluid into tank mnulus due lo I Failure of hydraulic lincs or h)draulic c) lindcr I F I  I EO 

PTWSR-50-NEW1 Personnel injury due to exposure to toxic gasses 
(macer gas i s  non toxic) 

Human ermr or equipment failure 

I l l  

FO EO 

compresxd gas line failure above ground lying on 
contaminmed soil (mccr gas) 

wmprcsxd air line fulure above ground lying on impacted items, human ermr I wnminmcd'soll ' I' 

diameler line) 

I l l  

lto crawler camera failure 
FTWSR-29 I Releasc o f  radioactive and hszardous material to I Eouioment failure. or human error I F3 I E l  

loftracer gm with ~ a n k  waste 
FTWSRJZ-NEW I I Disocnion of radiosctive material due to IHuman emr or line failure (assumed very small I F3 I E2 

B-3 1 
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CONTROL DECISION MEETING ROSTER 

October 9,2001 

Name Ormnization Phone MSN 

Lawrence J. Kripps NS&L 376- 106 1 R1-44 

Milton V. Shultz NS&L 372-3740 R1-44 

Ryan D. Smith NS&L 372-1383 R1-49 

c-1 
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ID Hazardous Condition Cause Cons Freq 
Cat Cat 

Env Rep 
Cons Acc 

F3 FTWSR-OI Loss ofvacuum c ~ s c s  crawlcr IO fall offlhc Vacuum pump fdlurc. tacuum horr or SO 
wall  and damages SSCs locrcd in the Annulus conncnion IC&. vacuum hou plugs 

EO ... 

ssc Classification Safety Function 
ss I sc 

I I ... _. _.. _._ .- I 

Comments 

Technical Safety Requirements (TSRs) 

ssc Classification Safety Function 
ss I s C 

Comments 

Remarks: None 

Control Safety Function 

Note: FSAR requires no controls for hazardous conditions with frequency category of FO; safety consequence and environmental 
conrcqucncc combinations of SO-EO or SO-El; or wnsequence and frequency combinations of SO-FI, SO-F2, SO-F3. SI-FI or SI- 
F2. 

Comments 

c-3 
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ID Hazardous Condition Cause Cons Freq 
Cat Cat 

Control Decision Record 

Activity: Hazard Evaluation for Use of Oceaneering@ Crawler System in Tank 241-AY-101 Annulus 

Env Rep 
Cons Acc 

PTWSR-02 Loss ofcraulsr contact with wall caucs 11 to lncgular or curved lank surface so F3 EO 
fall m d  damages SSCs locstcd in the Annulus 

--- 

ssc Classification Safety Function 
ss I sc 

Note: FSAR rquires no wntrols for hazardous conditions with frequency category of FO; safely consequence and environmental 
consequence combinations of SO-EO or SO-El; or consequence and frequency combinations of SO-FI, SO-F2, SO-F3, SI-FI or SI- 
Fz. 

Comments 

c-4 

ssc Classification Safety Function 
ss I sc 

Comments 

Safety Function Conuol Comments 

Control Safety Function Comments 
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ID Hazardous Condition 

F7W'SR-03 Releasc o f  radioactive and hazardous material 
(tank vapor) due to an existing hole in the tank. 
Releasc is h u g h  h e  AMU~US vcntilslion 
system initially via the crawler vacuum and 
Annulus rem system 

Cause Cons Freq Env Rep 
Cat Cat Cons Acc 

Normal operation of crawler above S I  F3 E l  RPhH 
tank waste level with preexisting tank 
failure (vacuum system draws tank 
atmosphere into system piping and 
equipment) 

ssc Safety Function Comments Classification 
ss I sc 

Preventive TSR 

ssc Classification Safety Function 
ss I sc 

Control Memo: Facility worker exposure controlled by AC 5.24, Safety Management Programs. 
Revision to Original "WHAT IF": Removed "space aerosols" from MAR to more accurately reflect material at 

Material At R i s k  Tank vapor 
Remarks: The controls for this hazardous condition rely on the Radiation Protection and Industrial Hygiene 

risk. 

Programs providing monitoring to limit facility worker exposure. Verification of this is indicated by 
signature of cognizant management on the EDT under which this Safety Evaluation is issued. 

Comments 

c-5 

Control Safety Function 
AC 5.24 Safety Management Programs 
(Radiation Protection and Industrial Hygiene) 

The pmgrams listed in AC 5.24 are implicitly 
assumed to minimize risks to the public, onsitc 
workers, and facility workers during normal, 
abnormal, and emergency conditions. The 
listed programs reduce the likelihood and 
potential impacts ofevents, and are covered by 
their respective regulatory and COnvacNal 
system of basic requirements. 

Comments 
This AC includes commitments to maintain 
safety management programs as paR of the 
Tank Farm Convactor safety management 
systems per U.S. Ixpamnenl of Energy 
Directive (see Section 5.5.4.24.2 of FSAR). 
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Control Decision Record 

Activity: Hazard Evaluation for Use of Oceaneeriog’8 Crawler System in Tank 241-AY-101 Annulus 

ID Hazardous Condition Cause 

PTWSR-04 Release ofradioactive and hazardous matenal 
(rank liquid waste) due to M cxisung hole in the 
m k  Rclcase IS thmueh Lhc Annulus ventilation 

Normal operation of crawler below 
tank waste lcvcl with pre-exisling tank 
failure (vacuum s)stem draws tank 

system initially via the-crawler vacuum and 
Annulus rsturn system 

waste into system piping and 
equipment) 

Control Memo: NA 
Revision to Original “WHAT IF”: None 
Material At Risk Tank liquid waste 
Remarks: None 

ssc Classification Safety Function 
ss I sc 

Note FSAR requires M controls for humdous conditions with frequency calegory of FU. safer) consequence and en, ironmental 
consc~urncc combinmionsofS0-EOor SO-El: or wnscqwnce and frcqucnc) wmbinmionrofS0-FI. SO.F2. SO-F3. SI-FI %I S I -  
Fl  

Comments 

C-6 

ssc Classification Safety Function 
ss I sc 

Comments 

Control Safety Function Comments 

Control Safety Function Comments 
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Cons Freq 
Cat Cat 

Control Decision Record 

Activity: Hazard Evaluation for Use of OceaneeringC3 Crawler System in Tank 241-AY-101 Annulus 

Env Rep 
Cons Acc 

ID Hazardous Condition 

PTWSR-04- Releav of radioactive and toxic aerosols due to 
XNEWI flammable gas deflagration in Annulus caused 

by ignition of hydrogen created from a reaction 
of waste with crawler aluminum components 
due to an existing hole in the tank below waste 

flammable gas concentralion above the I LFL (soark Source assumed oresent) 

Cause 

Reaction of radioactive waste from pre 
existing tank failure below waste lcvel 
with aluminum components of crawler 
during normal operation generates 
hydrogen which raises Annulus 

ssc Classification Safety Function Comments 
ss I sc 

Preventive TSR 
I Control I Safety Function I Comments I 

ssc Classification Safety Function 
sc 

I ... I .._ I None reauired I 

Comments 

Control Memo: No controls required based on low accident frequency. 
Revision to Original "WHAT IF": Additional information was obtained on 10/9/01 and 10/10/01 so a third 

meeting was held (mini-"WHAT IF") to address the issue of aluminum 
components in the crawler. Hazardous condition added as a result of that 
meeting. 

Material At R i s k  Tank waste 
Remarks: Tank waste level is -70" (-200,000 gal). 

The frequency of FO is based on: 

1. The large volume of the Annulus (-28,000 cubic feet). 

2. The short time the crawler would be located over the pre-existing bole limits the quantity of hydrogen 
that would be generated from waste being in contact with the crawler aluminum components. 

Nokc: FSAR r q u i m  no contmls for hazardous conditions with frequency category ofFO; safety consequence and environmental 
cansequence wmbinations of SO-EO or SO-El; or consequence and frequency combinations of SO-FI, SO-F2, SO-F3, SI-FI or SI- 
FZ. 

C-7 
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XNEWZ 

Control Decision Record 

Activity: Hazard Evaluation for Use of OceaneeringCB Crawler System in Tank 241-AY-101 Annulus 

I ID I Hazardous Condition I Cause I Cons I Freq I Env [ Rep 

flmabls gas deflagration in Annulus caused existing tank leak below waste level 
by ignition of hydrogen created fmm a reaction with aluminum wmponcnts of crawler 
of waste with crawler aluminum wmpancnts with crawler stopped over leak 
due to m existing hole in the tank below waste gcnerstcs hydrogen raising Annulus 
level (crawler rtopwd) flammable gas wnccnmtion a b v c  the 

LFL (soark source assumed wesent) 

PTWSR-04- IRelcase of radiolrtivc and toxic acmsOls due to [Reaction of radioactive waste from pre 

ssc Classification Safety Function 
y sc 

Comments 

Cat 
s3 
- 

ssc Classification Safety Function 
ss I sc 

t 
Comments 

Acc - 
04X 

Control Safety Function Comments 
I _._ I _._ I None nauired I 

Control Safety Function Comments 

c - 8  
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Remarks: FO frequency based on: 

I ,  The location of a pre-existing leak is a random condition. Failure of the crawler causing it to stop 
over a pre-existing leak is a random event. The combination of these two situations is very unlikely. 

2. It is assumed that crawler movement is being continuously monitored from a fixed remote camera 
and the operator trained and experienced so that any stoppage would be immediately investigated and 
actions taken to recover the crawler. This would limit the time that waste would be in contact with 
crawler aluminum components. 

3. Not all of the aluminum in the crawler will be exposed to waste from a leak. 

4. The likelihood of a common mode event causing vacuum system failure and the crawler to stop over 
a pre-existing leak is beyond extremely unlikely. 

5.  Hydrogen produced by waste reaction with aluminum components in the crawler vacuum flow path 
will be immediately mixed with the Annulus atmosphere preventing localized areas of high 
concentration of hydrogen. 

6. The large volume of the Annulus (-28,000 cubic feet) would require significant quantities of 
hydrogen to be generated to reach the LFL. This implies that large quantities of waste would need to be 
drawn into the vacuum system. 

7. Waste in the vacuum system would be detected as high radiation from the vacuum system. The 
system would be shut down and recovery actions started. This would limit the quantity of waste that 
came into contact with the aluminum components and the duration of the contact. 

Nok. FSAR requires no contlols for hazardous conditions uilh fnquenc) uavgor) of FO. safer) wniequena and cn, irdnlllcnla. 
conscqucnce combinaions ofSO-EO or SO-El. or conrcqucncc and frequent) cornbinaliunr ofS0-F I, SO->2.  SO-Fl. S I  .FI UI S I  - 
F2 

c-9 
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Control Decision Record 

Activity: Hazard Evaluation for Use of Oceaneering@ Crawler System in Tank 241-AY-101 Annulus 

ID 

FlWSR-05 

Hazardous Condition Cause Cons 
Cat 
SI Release of radioactive and hazardous material 

(tank vapor) to the above ground crawler tank waste level with preexisting tank 
vacuum and Annulus return system resulting in failure (vacuum system draws tank 
direct radiation exposure to facility workers atmosphere into system piping and 

equipment) 

Normal operation of crawler above 

ssc 

Preventive TSR 
I Control I Safety Function I Comments I 

Classification Safety Function Comments 
ss I sc 

I ._ I _._ I None I 

ssc Classification 
ss I sc 

Control Memo: Facility worker exposure controlled by AC 5.24, Safety Management Programs. 
Revision to Original "WHAT IF': Removed "space aerosols" from MAR to more accurately reflect material at 

Material At Risk Tank vapor 
Remarks: The controls for this hazardous condition rely on the Radiation Protection Program providing monitoring 

to limit facility worker exposure. Verification of this is indicated by signature of cognizant management 
on the EDT under which this Safety Evaluation is issued. 

risk. 

Safety Function Comments 

c-10 

- 
Control Safety Function Comments 

AC 5.24 Safely Management Programs 
(Radiation Protection) 

The programs listed in AC 5.24 arc implicitly Th is  AC includes commitments to maintain 
assumed to minimize risks to the public, onsite safely management programs as p M  of the 
workers, and facility workers during normal, Tank Farm Contractor safety management 
abnormal, and emergency conditions. The systems per U.S. Department ofEnergy 
listed programs reduce the likelihood and Directive (see Section 5.5.4.24.2 of FSAR). 
potential impacts ofevents, and are covered by 
their respective regulatory and contraehlsl 
svstem of basic reauirements. 
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ID Hazardous Condition Cause Cons Freq Env 
Cat Cat Cons 

PTWSR-06 Releane ofradioactive and hazardous malerid Normal operation of crawler below SI FZ E l  
(tanlr liquid wartc) to the above ground crawler tank waste level with prccxisting tank 
vacuum and h u l u s  return system resulting in failure (vacuum systcm draws tank 
direct radiation exposure to facility workers waste into system piping and 

eauiament) 

Rep 
Acc 
... 

Safety Function ssc Classification 
ss [ sc 

Preventive TSR 
I Control I Safetv Function I I Comments 

Comments 

I .- I I I ... _.. 

ssc Classification Safety Function 
ss I sc 

Control Memo: NA 
Revision to Original “WHAT IF”: None 
Material At Risk: Tank liquid waste 

Remarks: None 

Comments 

Nulc FSAK rcquircs no conuoIs for hamdous conditions ~ i I h  frequcnc) catcguq uf FO. rafel) conscqucnic and ens IrJnmenlal 
conscwenff combinations ofSO-EOor SO-El. orconscqucn~~ and frcqucncy combinations ufSO.FI. SfJF2. SO-F3. SI-FI  or S I .  
F2 

Control Safety Function 

c-11 

Comments 
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Control Decision Record 

Activity: Hazard Evaluation for Use of Oceaneeringm Crawler System in Tank 241-AY-101 Annulus 

ID Hazardous Condition Cause Cons 
Cat 

FTWSR-07 Re lew of radioactive and hwardaus mMcrial 
(existing cononion scale, concrete splatter, etc 
on extenor wall ofprimary tank) through the 

Normal operation (vacuum system 
draws removed material into system 
piping and equipment) 

I AMUIUS ventilation system via the crawler I vacuum and Annulus return wstem 

so 

- 
Freq 
Cat 
F3 
- 

ssc Classification Safety Function 
ss I sc 

y 
Cons 

Comments 

7- 
ssc Classification Safety Function 

ss I sc 
Comments 

Preventive TSR 
I Control I Safetv Function I Comments I 

Control Safety Function 

I ._ I ._ I _. I 

Comments 

Control Memo: NA 
Revision to Original “WHAT IF”: None 
Material At Risk Corrosion scale, concrete splatter, etc. on exterior wall of primary tank 

Note: No significant radioactive contamination is expected 
Remarks: None 

Note: FSAR rcquircs no controls for h m d o u s  conditions with ficqucncy catcgor) oiFO, safety consequcncc and cnvimnmcnlal 
conscqucncc combinmiom of SO-EO or SO-El: or conscqucncc and frcqucnc) combinations of so-FI. SO-F2. SO-F3. SI-FI nr SI- 
F2. 

c-12 
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ID Hazardous Condition Cause Cons Freq 
Cat Cat 

Control Decision Record 

Activity: Hazard Evaluation for Use of Oceaneering’S Crawler System in Tank 241-AY-101 Annulus 

Env Rep 
Cons Acc 

PTWSR-08 Inability lo dctcn primary lank leak ss a result I)amagcd crawlcr vacuum seal. so 
of ~ a t C r  lcakcd lo AMU~US due lo insuficicnl inegular or CUNCJ surface. Inn 

F2 FO ... 

ssc Classification 
ss I sc 

Note: FSAR requires no convol~ for hazardous conditions with frequency category ofFO; safety consequence and environmentd 
consequence wmbinationr of SO-EO or SO-El; or consequence and frequency wmbinalionr of SO-FI, SO-F2. SO-F3, SI-FI or SI- 
F2. 

Comments Safety Function 

C-13 

ssc Classification Safety Function 
ss 1 sc 

Comments 

Control Safety Function Comments 

Control Safety Function Comments 
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ID Hazardous Condition Cause Cons Freq 
Cat Cat 

Control Decision Record 

Activity: Hazard Evaluation for Use of OceaneeringC4 Crawler System in Tank 241-AY-101 Annulus 

Env Rep 
Cons Acc 

PTWSR-09 Inability u) dcvn primar) tank leak BS a result Vacuum pump failure. vacuum how or 
ofwater leaked 10 AMU~US due u) crawlcr cnnncction leak. vacuum hose plugs. 

... SO F3 EO 

falling offwall Md  wntinued high pressure 
water flow 

imgular or curved surface 

I Comments Control Safety Function 
~~~ -. I _.. 

ssc Classification Safety Function 
ss I sc 

Control Memo: NA 
Revision to Original “WHAT IF”: None 
Material At R i s k  None 
Remarks: None 

Comments 

Nole FSAR requircr no conmls for humdous conditions with frcqucnc) c a v g q  of FO. safety conrequcncc and m%irmnenlsl 
wnxqucncc wmbinaions of SO-EO or SO-El, or conrcqucncc and frcqucncy combinaionr Gf SO-TI , SO-F2. SO-F3. S I  -F1 or S I .  
F2 

._ 

C-14 

.._ _.. I _. _.. 

ssc Classification Safety Function 
ss I sc 

Comments 

Control Safety Function Comments 
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ID Hazardous Condition Cause Cons 
Cat 
SO m S R - I O  Primary tmk wall damaged (is., thinning of 

tank wall) as a result of high vacuum preventing 
crawler movement 

Vacuum pump malfunction 

Control Decision Record 

Activity: Hazard Evaluation for Use of Oceaneeringm Crawler System in Tank 241-AY-101 Annulus 

Freq Env Rep 
Cat Cons Acc 
FI EO _.. 

ssc Classification Safety Function 
ss I sc 

Comments 

Technical Safety Requirements (TSRs) 

ssc Classification Safety Function 
ss I SC 

Comments 

Now. FSAR requires no wnuols for hazardous conditions with frequency cavgory of FO; safer) conscqurnce and en\ iionmcntal 
runscquencr cambinations of SO-EO or SO-El. or consequence and frcqucncy cnmhinationr ofSO.FI, SO-F2. SO-F3.51 -FI or SI. 
c'2 

Control Safety Function 

C-15 

Comments 
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ID 

PTWSR-IO- 
NEW1 

Control Decision Record 

Hazardous Condition Cause Cons Freq Env Rep 
Cat Cat Cons Acc 

Primary tank wall damaged @e., thinning of Malfunction of the hydraulic supply SO F2 EO --- 
LMkwal1)~a~sultofhighforcchom system to the anns 
hydraulic m s  preventing crawler movement 

ssc Classification Safety Function 
ss I sc 

I _._ I .._ I .- I 

Comments 

ssc 

Control Memo: NA 
Revision to Original “WHAT IF”: Hazardous condition added as a result of supplemental “WHAT IF” meeting on 

September 25,2001 that evaluated changes in design that had occurred since 
the initial “WHAT IF” meeting. 

Material At Risk: None 
Remarks: None 

Classification Safety Function Comments 
ss I sc 

Now FSAR requires no controls for hazardous conditions with hqucncy category of FO. d e l )  conscqucncc and enrininrnrnl.4 
conscqucncc combinations of SO-EO or SO-El, or conscquence and hqucnc) combinations o f  SO-FI , SO-F2. SU-F3. S I  -FI or S I  - 
F2 

Control 

C-16 

Safety Function Comments 
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Control Decision Record 

ID Hazardous Condition 

PTWSR-IO- Primary tank wall damaged &e., lhiMing of 
NEW2 tank wall) e5 a result ofhydraulic arms hanging 

up on Annulus secondary wall preventing 
crawler movement 

Activity: Hazard Evaluation for Use of Ofenneering@ Crawler System in Tank 241-AY-101 Annulus 

Cause 

Physical obsmction on Annulus 
secondary wall 

Hvdraulic arm mllerS freeze no 

ssc Classification Safety Function 
y sc 

Structures, Systems, and Components (SSCs) 

Comments 
Mitigative SSCs 

ssc Classification Safety Function Comments 
sc 

Preventive SSCs 

Control Safety Function Comments 1 

Control Safety Function Comments 

Control Memo: NA 
Revision to Original “WHAT IF’: Hazardous condition added as a result of supplemental “WHAT IF” meeting on 

September 25,2001 that evaluated changes in design that had occurred since 
the initial “WHAT IF” meeting. 

Material At R i s k  None 
Remarks: None 

Note: FSAR requires no conmls lor hazardous conditions uilh frequency cavgor) ofFO, safely conscqucnce and envininmmlal 
wnrcquence combinations ofSO-EO of SO-El, or consequence and frequency wmbinmionc of SII-FI, SO-F2. SO-F3. S I  4’1 or SI. 
F2 

C-17 
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Cause ID Hazardous Condition 

Control Decision Record 

Activity: Hazard Evaluation for Use of Oceaneeringm Crawler System in Tank 241-AY-101 Annulus 

Cons Freq 
Cat Cat 

PTWSR-IO- Primary tank wall damaged as a result of 

secondary wall 

Hydraulic system failure causes high 
NEW3 hydraulic m s  overprcssure on Annulus pressure 

SO F2 

Structures, Systems, and Components (SSCs) 

ssc Classification Safety Function 
ss I sc 

Mitigative SSCs 
Comments 

ssc Classification Safety Function 
ss I sc 

Comments 

Technical Safety Requirements (TSRs) 

Control 
Mitigative TSR 

Comments Safety Function 

Control Safety Function Comments 

Control Memo: NA 
Revision to Original “WHAT IF“: Hazardous condition added as a result of supplemental “WHAT IF” meeting on 

September 25,2001 that evaluated changes in design that had occurred since 
the initial “WHAT IF” meeting. 

Material At R i s k  None 
Remarks: None 

NOW FSAR rcquircs no wnwls  for hamdous conditions with frequency cavgory ofFO; safer) consequence and environmenlal 
conscqucncc combinmions of SO-EO or SO-E I ; or consequence and frcqucnc) wmbinmions o f  SO-FI , SO-F2. SO-F3. S I  - I  I or SI - 
F2 

(2-18 
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ID Hazardous Condition Cause 
- 

PTWSR-IO- Annulus xcondary tank wall damaged as B 

Annulus x m n d w  wall 

Hydraulic system failure causes high 
NEW4 resull of hydraulic arms overpressure on pressure 

Control Decision Record 

Cons Freq 
Cat Cat 
SO F2 

Activity: Hazard Evaluation for Use of Oceaneerin@ Crawler System in Tank 241-AY-101 Annulus 

Cons 

Classification Safety Function ssc 
ss I sc 

Comments 

ssc Classification Safety Function 
ss I sc 

Comments 

Control Safety Function Comments 

NOW: FSAR requires no contmls for hazardous conditions with frequcnc) catcgol) of FO. safely umsrquence and cn\imnmcnlal 
conscqucncc combinations ofSO-EO or SO-El; or canscquence and frcqumcy combinations of SO-FI, SO-F2. SO-F3. SI -FI or SI- 
F2 

Control Safety Function 

C-19 

Comments 
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ID Hazardous Condition Cause Cons Freq Env 
Cat Cat Cons 
SI FI E l  PTWSR-I I Rel- of radioactive and hazardous material 

and direct radiation exposuure to facility workers 
horn contamination of above ground crawler 
suppon systems BE a result of high vacuum 
preventing crawler movement which results in a 
tank hole above thc wastc 

Vacuum pump malfunction 

Control Decision Record 

Rep 
Acc 
_.. 

Activity: Hazard Evaluation for Use of Oceaneering@ Crawler System in Tank 241-AY-101 Annulus 

ssc Classification Safety Function 
ss I sc 

Comments 

Control Memo: NA 
Revision to Original "WHAT IF": Removed "space aerosols" from MAR to more accurately reflect material at 

Material At Risk Tank vapor 
Remarks: None 

risk. 

ssc Classification Safety Function 
ss I sc 

Note: FSAR q u i r e s  no controls for hazardous conditions with kquency categoly of FO; safety conscqucncc and environmental 
consequence combinations of SO-EO or SO-El; or canrcquencc and frequency combinations of SO-FI, SO-FZ, SO-F3, SI-FI or SI- 
FZ. 

Comments 

c-20 

Control Safety Function Comments 

Control Safety Function Comments 
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ID Hazardous Condition Cause Cons Freq Env 
Cat Cat Cons 

PTWSR-I I-  Rclca~c of diosctivc and hazardous material Hydraulic ann malfunction SI F2 E l  
NEW1 and direct radiation exposure to facility workcn 

Rep 
Acc 
._. 

I from contamination of sbove ground crawler I s u m r t  wNms as P result o f  hi& hydraulic I 

ssc Classification Safety Function 
ss I sc 

I I I I I  

Comments 

.. ~ - .  
am pressurc pmentmg crawler movement 
which results in a lank h l c  

ssc Classification Safety Function 
ss I sc 

Comments 

I -. I I I .- .._ 

Control Safety Function Comments 

Control Memo: NA 
Revision to Original “WHAT IF”: Hazardous condition added as a result of supplemental “WHAT IF” meeting on 

September 25,2001 that evaluated changes in design that had occurred since 
the initial “WHAT IF” meeting. 

Material At Risk Tank vapor 
Remarks: None 

Note: FSAR requires no EO~VOIS for hazardous conditions with frequency category ofFO; safely consequence and cnvimnmentll 
consequcncc combinations of SO-EO or SO-El; or consequence and iiequency combinations of SO-FI, SO-F2, SO-F3, SI-FI or SI- 
F2. 

c-2 1 
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ID 

Control Decision Record 

Hazardous Condition Cause Cons Freq Env Rep 
Cat Cat Cons Acc 

T 7 m m r P y - - - -  SI F1 E l  ._. 
and direct radiation exposure to facility workers 
limn contamination ofabove ground crawler 
support systems as a result of high vacuum 
pmcnting crawler movement which results in a 
tank hole bclow the waste 

ssc Classification Safety Function Comments 
ss I sc 

ssc Safety Function Comments Classification 
ss I sc 

Control Memo: NA 
Revision to Original “WHAT IF”: None 
Material At Risk Tank liquid waste 
Remarks: None 

Control 

Note: FSAR requires no controls for hazardous conditions with frequency categor) of FO; safety consequence and environmental 
consequence combinations of SO-EO or SO-El; or consequence and frequency combinations of SO-FI, SO-F2, SO-F3, SI-FI or Si -  
F2. 

Safety Function Comments 

c-22 

Control Safety Function Comments 
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Control Decision Record 

Activity: Hazard Evaluation for Use of Oceaneerin@ Crawler System in Tank 241-AY-101 Annulus 

ID Hazardous Condition Cause 

FIWSR-12- 
NEW1 

lwhich nsulb in a tank hole I 

Release of radioactive and hazardous material 
and direct radiation exposure fo facility workers 
horn contamination of above gmund crawler 
support systems as a result of high hydraulic 
m pressure preventing crawler movement 

Hydraulic arm failure 

ssc Classification Safety Function Comments 
y sc 

ssc Classification Safety Function 
sc 

Comments 

Note: FSAR requires no controls for hazardous conditions with frequency category of FO; safety consequence and environmental 
consequence combinations of SO-EO or SO-El; or wnsequence and frequency wmbinations of SO-FI, SO-FZ, SO-F3, SI-FI or SI- 
F2. 

Control 

C-23 

Safety Function Comments 

Control Safety Function Comments 
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ID Hazardous Condition Cause Cons Freq Env 
Cat Cat Cons 

PTWSR-13 Damage to pimary twk wall (Le., thinning of Equipment failun, crawler i m p m  so F2 EO 
thc lank wall) dw to crawler stopping with 
SDW nodes mmtinn. 

Annulus structure, or operator enor 

Control Decision Record 

Activity: Hazard Evaluation for Use of OceaneeringB Crawler System in Tank 241-AY-101 Annulus 

Rep 
Acc 
--- 

ssc Classification Safety Function 
ss I sc 

Comments 

ssc Classification Safety Function 
ss I sc 

Comments 

Now FSAR requires no conmls for hazardous condilions with frequency c a v g q  ufF0. safer) consequence and envimnrnrnld 
wnscguencc wmbinationsofS0-EO orSO-Fl:orcnnxqucnce and Ecqucnc) wmbinarionr ofS0.FI. SO-F2. SO-F3. SI-FI orS1- 
F2 

Control Safety Function 

C-24 

Comments 
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Control Decision Record 

Activity: Hazard Evaluation for Use of Oceaneering’SI Crawler System in Tank 241-AY-101 Annulus 

ID Hazardous Condition 

PTWSR-14 Releasc of rad and haz material and direct 
radiation exposum to facility workers h m  
contamination of above ground crawler suppolt 
systems as a result of crawler stopping with 
spray nozzles mtating creating a tank hole above 
the waste surfscc 

Cause 

Equipment failure, crawler impacts 
Annulus structure, or operator error 

- 
r I Safety Function Comments ssc I Classification I I 

Safety Function ssc classification 
ss I sc 

Comments 

Control Safety Function 

Control Memo: NA 
Revision to Original “WHAT IF“: Removed “space aerosols” from MAR to more accurately reflect material at 

Material At Risk  Tank vapor 
Remarks: None 

risk. 

Comments 

Note: FSAR requires no controls for hazardous conditions with frequency category of FO; safety consequence and environmental 
consequence combinations o f  SO-EO or SO-El; or consequence and frequency combinations of  SO-FI, SO-F2, SO-F3. SI-FI or SI- 
FZ. 

Control Safety Function 

C-25 

Comments 
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ID Hazardous Condition Cause Cons 
Cat 

PTWSR-IS Relclsc of rad and haz matend and dinct Equipment failure, crawler impaclr SI 
radiation exposure to facility workern fmm 
mtamination of h v c  ground crawler support 
syskm m a result of crawler stopping with 
spray no~zles rowing creating a tank hole 
below the wmtc surface 

Annulus structure, or operator error 

Freq Env Rep 
Cat Cons Acc 
F2 El ._ 

Structures, Systems, and Components (SSCs) 

ssc Classification Safety Function 
y sc 

Comments 

ssc Classification Safety Function 
sc 

Comments 

Preventive TSR 
I I Safety Function Comments Control 

_._ .._ .- I 

Control 

Control Memo: NA 
Revision to Original “WHAT IF”: None 
Material At R i sk  Tank liquid waste 
Remarks: None 

Safety Function Comments 

NOIC FSAR rcquircs IW w n ~ o l s  for hazardous wndilions with frequency cavgoly of FO. d e l )  conscqucncc and enbironmend 
conocq~*cnssmmbinarionrofSO-FOor $0-El, orconscquenccand frcqurnr) combinmionsofS0-FI. SO-F2. SO+3. SI -FI  or $1.  
F2 

C-26 
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ID Hazardous Condition 

PTWSR-16 Damagc to primmy tank wall (i.e., thinning of 
tank wall) dw to crawler stopping with spray 
nodes not rotatine 

Control Decision Record 

Cause Cons Freq Env Rep 
Cat Cat Cons Acc 

Equipment failure (e.& loss of air to SO F2 EO ... 
crawler), or opcrmor error 

ssc 

Structures, Systems, and Components (SSCs) 

Classification Safety Function Comments 
ss I sc 

Mitigative SSCs 

ssc Classification Safety Function Comments 
ss 1 sc 

Control 

Nolc. FSAR rcquircs no cnnmls for hazardous conditions with frequency calcgory of FO. rafrl) consequence and envimnmcnlal 
consequence wmbinmions of SO-EO or SO-E I, or cnnrrqucncc and frcqucnc) wmbinmions of SO-FI. SO-F2. SO-F3. S I  -F I a S I .  
F2 

Safety Function Comments 

c-27 

Control Safety Function Comments 
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ID Hazardous Condition Cause Cons Freq Env 
Cat Cat Cons 

Control Decision Record 

Activity: Hazard Evaluation for Use of Oceaneeringm Crawler System in Tank 241-AY-101 Annulus 

Rep 
Acc 

PTWSR-I7 F2 E l  ._. Rclcasc of red and ha2 mach4 and dirccr 
radiation cxposwr to facilily workers from 
wnmination ofabovc ground crawler suppan 
systems as a result of crawler stopping and 
spray nodes not rotating mating a tank hole 
above the wssle surfacc 

Equipment failure (c.g, loss of air Lo 
crawler). or operator ermr 

SI 

ssc Classification Safety Function 
ss I sc 

I ._ I .._ I- I 

Comments 

ssc Classification Safety Function 
ss I sc 

Control Memo: NA 
Revision to Original =WHAT IF": Removed '"space aerosols" from MAR to more accurately reflect material at 

Material At Risk Tank vapor 
Remarks: None 

risk. 

Comments 

Note FSAR requires no wntlols for hslardaur. conditions with frequency cavgory of FO; safety consequence and environmental 
wnsequcnce wmbinationr of SO-EO or SO-El; or wnsequence and frequency combinations of SO-FI, SO-F2, SO-F3, SI-FI or SI-  
F2. 

Safety Function Control 

C-28 

Comments 
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ID Hazardous Condition 

Control Decision Record 

Activity: Hazard Evaluation for Use of OeeaneeringE3 Crawler System in Tank 241-AY-101 Annulus 

Cause 

PTWSR-18 ReIe8se ofrad and haz material and direct 
radiation exposure 10 facility workers from 
conmination o f h v e  gmund crawler support 
systems as a result of crawler stopping and 
spray nozzles mt rotating cresting a tank hole 
below the waste surface 

Equipment failure (e&, loss of air to 
crawler), or operator error 

Mitigative SSCs 
I ssc I Classification I Safety Function I Comments 

Safety Function ssc Classification 
ss I sc 

Comments 

I I I 

._ ._ .- I ._. ._. 

Note: FSAR q u i r e s  no controls for hazardous conditions wiul frequency category of FO; safety consequence and environmental 
consequence combinations of SO-EO or SO-El; or cansequencc and frequency combinations of SO-FI, SO-F2, SO-F3. SI-FI or S I -  
F2. 

Control Safety Function 

C-29 

Comments 

Control Safety Function Comments 
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Hazardous Condition Cause ID 

' PTWSR-IS- Rclcasc of radioactive and toxic 85rosoIs due to Equipment failure or operator error 
XNEWl flunmable gas deflagration in Annulus caused causes crawler to stop, high pressure 

by ignition of hydrogen created fmm reaction of spray continues to operate, penetration 
waste with crawler aluminum components of tank wall below the waste level 

occurs, waste reacts with aluminum 
components producing hydrogen (spark 
assumed present) 

Control Decision Record 

Cons Freq 
Cat Cat 
s3 FO 

Activity: Hazard Evaluation for Use of Oceaneeringm Crawler System in Tank 241-AY-101 Annulus 

ssc Classification Safety Function 
ss I sc 

Comments 

Cons Acc I 
ssc Classification Safety Function 

ss I sc 
Comments 

Control Safety Function 

Preventive TSR 
I " _ I  

Comments 

1 

Control Memo: No controls required based on low accident frequency. 
Revision to Original "WHAT IF": Additional information was obtained on 10/9/01 and 10/10/01 so a third 

meeting was held (mini-"WHAT IF") to address the issue of aluminum 
components in the crawler. Hazardous condition added as a result of that 
meeting. 

Material At R i sk  Tank liquid waste 

Control Safety Function 

C-30 

Comments 
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Remarks: The frequency of FO is based on the following reasons: 

1. Crawler design and operating experience (Oceaneering provided information verifying operating 
experience) indicates that cutting through the tank wall is unlikely (F2). It is assumed that the system 
has a "dead man" control arrangement for the high pressure wash water supply lo the crawler. 

2. It is assumed that crawler movement is being continuously monitored from a fixed remote camera 
and the operator is trained and experienced so that any stoppage would be immediately investigated and 
actions taken to recover the crawler. This would limit the time that waste would be in contact with 
crawler aluminum components. 

3. Not all ofthe aluminum in the crawler will be exposed to waste from a leak 

4. Hydrogen produced by waste reaction with aluminum components in the crawler vacuum flow path 
will be immediately mixed with the Annulus atmosphere preventing localized areas of high 
concentration of hydrogen. 

5.  The large volume of the Annulus (-28,000 cubic feet) would require significant quantities of 
hydrogen to be generated to reach the LFL. This implies that large quantities of waste would need to be 
drawn into the vacuum system. 

6. Waste in the vacuum system would be detected as high radiation from the vacuum system. The 
system would be shut down and recovery actions started. This would limit the quantity of waste that 
came into contact with the aluminum components and the duration of the contact. 

Note: FSAR requires no contmls for hazardous conditions with hrquency category ofFO: safely consequence and envimnmenld 
consequence combinations of SO-EO or SO-El; or consequence and frequency combinations of  SO-FI, SO-F2, SO-F3. SI -FI or SI- 
F2. 

C-3 1 
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ID Hazardous Condition Cause Cons Freq Env 
Cat Cat Cons 

PTWSR-19 Primary lank wall damaged (Le., thinning o f  Equipment failure so F3 EO 
tank wall) as a nsult ofcrawler spray nozzles 
not rotating, but crawler wntinuea to move 

Control Decision Record 

Rep 
Acc 
--- 

ssc Classification 
ss I sc 

Commenp Safety Function 

Now: FSAR requires no conmls for hazardous conditions with frequency cawgor) of FO, safet) consequence and cnvirnnmentd 
wnsequence wmbinaIionsofS0-EOorSO.EI;orMnoequenceand kqucnc) wmbinmioncofS0-FI. SO-F2. SO-F3.SI-FI orS1- 
F2. 

ssc Classification Safety Function 
ss I sc 

C-32 

Comments 

Safety Function Control Comments 

Safety Function Control Comments 
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Control Decision Record 

ID Hazardous Condition Cause Cons 
Cat 

PTWSR-20 Potential facility workcr injury as a result of Hosclwnnectian failure. abrasion or SI 
high prcssun wB15r line failurc above ground cutting by impacted items, human error 

Freq Env Rep 
Cat Cons Acc 
F3 EO OCC 

Control Memo: Facility worker safety controlled by AC 5.24, Safety Management Programs. 
Revision to Original "WHAT IF": Changed Env Cons from El to EO to correctly match facility worker injury 

consequence. Discrepancy discovered during control decision meeting 
10/4/0 1. 

Material At Risk  None 
Remarks: The controls for this hazardous condition rely on the Industrial Safety Program providing monitoring to 

limit facility worker exposure. Verification ofthis is indicated by signature of cognizant management on 
the EDT under which this Safety Evaluation is issued. 

ssc Classification Safety Function 
ss 1 sc 

c-33 

Comments 

ssc Classification Safety Function 
ss I sc 

Comments 

Control Safety Function 
AC 5.24 Safety Management Programs 
(Industrial Safety) 

The programs listed in AC 5.24 BIC implicitly 
assumed Lo minimize risks to the public, onsite 
workers, and facility workers during normal, 
abnormal, and emergency wnditions. The 
listed programs reduce the likelihwd and 
potential impacts ofevents, and are covered by 
thcir respective regulatory and wntractual 
system afbasic requirements. 

Comments 
This AC includes wmmitmcnts to maintain 
safety management programs as pati of the 
Tank Farm Contractor safety management 
systems per U S  Department of Energy 
Directive (see Section 5.5.4.24.2 of FSAR). 

Control Safety Function Comments 
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ID Hazardous Condition Cause Cons Freq Env 
Cat Cat Cons 

pTwSR-2I Inability to detest primary tank leak a( a result Hosdwnnection failure, abrasion or SO F3 EO 
afwatsr leaked to Annulus due to insufflcicnt 
crawler vacuum 

cutting by impactcd items, human ermr 

Control Decision Record 

Activity: Hazard Evaluation for Use of Oceaneeringm Crawler System in Tank 241-AY-101 Annulus 

Rep 
Acc 
--. 

ssc Classification Safety Function 
ss I sc 

Comments 

Note: FSAR requires no controls for hazardous conditions wiIh frequency categoly o f F 0  safely consequence and environmental 
wnsequence combinations of SO-EO or SO-El; or wnscqucncc and frequency combinations of SO-F1, SO-F2, SO-F3. SI -FI or S I - 
F2. 

Safety Function ssc Classification 
ss I sc 

c-34 

Comments 

Conhol Safety Function Comments 

Control Safety Function Comments 
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ID Hazardous Condition Cause Cons Freq 
Cat Cat 

p7wSR-22 Inadequalc mmsion scale removal due to loss Hosdconnection leak, high pressure SO F3 
of watn or low pmssun water to crawler w ~ t e r  supply system equipment failure 

Control Decision Record 

Env Rep 
Cons Acc 

EO --- 

ssc Classification Safety Function Comments 
ss I sc 

_. _.. _.. I ._ -. - 

ssc 

Note: FSAR requires no controls for hazardous conditions with frequency category of FO; safety consequence and environmental 
consequence combinations of SO-EO or SO-El; or consequence and frequency combinations of SO-FI, SO-F2, SO-F3, SI-FI or SI- 
FZ. 

Comments Classification Safety Function 
SS I sc 

c-35 

Control Safety Function Comments 

Control Safety Function Comments 
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ID Hazardous Condition Cause Cons Freq 
Cat Cat 

PTWSR-23 Damage to SSCs located in the Annulus as a Hoselconnection failure, abrasion or SO F3 
result of cmwkr falling off tank wall due 10 
vacuum line failurc above ground 

cutting by impacted items, human ermr 

Control Decision Record 

Env Rep 
Cons Acc 
EO --- 

ssc Classification Safety Function 
ss 1 sc 

Comments 

Preventive TSR 

_._ _.. I _. -. ._ 
. 

ssc Classification Safety Function 
ss I sc 

Control Memo: NA 
Revision to Original “WHAT IF“: None 
Material At Risk None 
Remarks: None 

Comments 

NOW FSAR requircr no conmls for hazardous conditions Hilh frcqucnc) catsgor) nf FO. rafcly consequence and cnvimnmcnlal 
conwqucncc combinations of SO-EOor SO-EI. or conscqucnce and frcqucnc) combinations uf SO-FI. SO-F2. SO-F3. SI-FI or SI. 
F2 

Control Safety Function 

C-36 

Comments 

Control Safety Function Comments 
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ID Hazardous Condition Cause Cons Freq 
Cat Cat 

FTWSR-24 Damags to SSCn locatcd in the Annulus BS a Hosdcanncction failure, abrasion or SO F3 
result of crawler falling offtank wall due to 
vacuum line failure in Annulus 

cutting by impacted items, human cmr 

Env Rep 
Cons Acc 
EO --- 

ssc Classification 
ss 1 sc 

Comments Safety Function 

ssc 

Note FSAK mquircr no mnwlr for hazardous cnndilionr ~ i t h  frcquency cawgory of FO. safer) consequence and en\ ironmenlal 
consequence combinations of SO-EO or SO-L I ,  or cnnuqucncc and frcquenc) combinations of $0-FI , SO-F2. S04-3. S I  -F I or SI.  
F2 

Comments Classification Safety Function 
ss I sc 

c-37 

Control Safety Function Comments 

Control Safety Function Comments 
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Control Decision Record 

Activity: Hazard Evaluation for Use of Oceaneering@ Crawler System in Tank 241-AY-101 Annulus 

ID Hazardous Condition Cause 

PTWSR-24- R e k a u  of hydraulic fluid into lank Annulus duc 
NEW I lo hydraulic line failure or hydraulic cylinder 

Ic&s rcsulu in w v n l i d  hvdraulic fluid remotal 
issue 

Failure of hydraulic lines or hydraulic 
c)lindcr Icaks 

ssc Classification Safety Function 
ss I sc 

Control Memo: NA 
Revision to Original “WHAT IF”: Hazardous condition added as a result of supplemental “WHAT IF” meeting 

on September 25,2001 that evaluated changes in design that had occurred 
since the initial “WHAT IF” meeting. 

Material At Risk Hydraulic oil (in Annulus) 
Remarks: None 

Comments 

Note FSAR requires no wnuols for hazardous conditions wiIh frequency category of FO, safcct, conscqucncc and cnbirunrncnlal 
conscqucncc WmbinaioN of SOX0 or SO-E I : or ansequence and frcqucnc) uirnhiniuions of SO-F I, SO-F2. SO-F3. S I  -FI or S I  - 
FZ 

ssc Classification Safety Function 
ss I sc 

‘2-38 

Comments 

._ ._. __ I ... ._. . 

Control Safety Function Comments 

Control Safety Function Comments 
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ID Hazardous Condition Cause Cons Freq 
Cat Cat 

PTWSR-24- Fire in Annulus due to I d e d  hydraulic oil Hydraulic oil leak plus ignition souree SO FI 
NEW2 being ignited 

Env Rep 
Cons Acc 

EO --- 

ssc Comments Classification Safety Function 
ss I sc 

Note: FSAR requires no controls for hazardous conditions with frequency category of FO; safety consequence and environmental 
consequence combinations of SO-EO or SO-El: or consequence and frequency combinations of SO-PI. SO-F2. SO-F3, SI-FI or SI- 
FZ. 

ssc Classification Safety Function 
ss I sc 

c-39 

Comments 

Control Safety Function Comments 

Control Safety Function Comments 



ID Hazardous Condition Cause 

P7WSR-25 Facility worker injwy due to compressed air line Hoselconnection failure, abrasion or 
failure above ground cuning by impacted items, human error 

Preventive TSR 
I Control I Safetv Function I Comments I 

Cons Freq Env Rep 
Cat Cat Cons Acc 
SI F3 EO OCC 

I I I ._ _.. ~~ 

None I 

ssc Classification Safety Function 
ss I sc 

Control Memo: Facility worker safety controlled by AC 5.24, Safety Management Programs. 
Revision to Original "WHAT IF": Changed Env Cons from E l  to EO to correctly match the consequence of 

facility worker injury. Discrepancy discovered during control decision meeting 
10/4/0 1. 

Material At R i s k  None 
Remarks: The cootrols for this hazardous condition rely on the Industrial Safety Program providing monitoring to 

limit facility worker exposure. Verification of this is indicated by signature of cognizant management on 
the EDT under which this Safety Evaluation is issued. 

Comments 

C-40 

ssc Classification Safety Function 
ss I sc 

Comments 

Control Safety Function 
AC 5.24 Safety Management Programs 
(Industrial Safely) 

The programs listed in AC 5.24 an implicidy 
assumed to minimix risks to the public, onsite 
workers, and facility worken during normal, 
abnormal, and emergency conditions. The 
listed programs reduce the likelihood and 
potential impacts ofevcnts, and an covered by 
their respective regulatoly and MntraCtllal 
system of basic requirements. 

Comments 
This AC includes commitments to maintain 
safely management programs as p a l  of the 
Tank Farm Contractor safety management 
systems per U.S. Lkpartment of Energy 
Directive (see Section 5.5.4.24.2 of FSAR). 
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ID Hazardous Condition Cause Cons Freq Env Rep 
Cat Cat Cons Acc 

PTWSR-26 Dirperrion ofradioanivc material duc 10 Horuconnrrtion fwlurr. abrasion or s2 F3 F2 
wmprervd air line failure sbovc ground I) ing culling by impacted itcmr. human cmr 

xx 

ssc Classification Safety Function 
ss I sc 

Comments 

c-41 

ssc Classification Safety Function 
ss I sc 

Comments 

Control Safety Function Comments 

Control Safety Function Comments I 
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ID Hazardous Condition Cause Cons Freq 
Cat Cat 

PTWSR-27 Loss of crawler control and spray nonle Haselconnection failure, abrasion or so F3 
rotation due to wmpnsxd air line failure in 
Annulus 

cutting by impacted items, human crmr 

Control Decision Record 

Env Rep 
Cons Acc 
EO --- 

Activity: Hazard Evaluation for Use of Ofenneering@ Crawler System in Tank 241-AY-101 Annulus 

ssc Classification Safety Function 
ss I sc 

Comments 

ssc Classification Safety Function 
. .  1 sc 

Comments 

Preventive TSR 

Control Safety Function Comments 

Control Memo: NA 
Revision to Original "WHAT IF": None 
Material At Risk  None 
Remarks: None 

Control Safety Function 

Note: FSAR quires ~1 mntrols for hazardous wnditions with frequency category of FO; safety consequence and envimnmental 
wnqucncc wrnbinations of SO-EO or SO-El; or wnsequencc and hquency wrnbinations of SO-FI, SO-F2, SO-F3, SI-FI or SI- 
F2. 

Comments 

C-42 
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Control Decision Record 

ID Hazardous Condition Cause Cons Freq Env 
Cat Cat Cons 

PTWSR-28 Loss o f v i s d  observation of crawler ogcralion Equipment failure so F3 EO 
duc 10 crawler cmen failure 

Rep 
Acc 

--- 

Safety Function ssc Classification 
ss I sc 

Nok. FSAR rcquircs no conmls for hazardous conditions uith frrqucnc) calcgo~ of FO. rafcly conscqucncc and cnvirunmcmal 
conscqucncc combmaions of SO-EO or SO-El: or conscqucncc and frcqucncy combinations of SO-FI. W F 2 .  SO.F3 SI-FI  or S I .  
F2 

Comments 

c-43 

Safety Function ssc Classification 
ss I sc 

Comments 

Control Safety Function Comments 

Control Safety Function Comments 
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ID Hazardous Condition Cause Cons Freq Env Rep 
Cat Cat Cons Acc 

PTWSR-29 Rclease ofrsdiosctive and hazardous material to Equipment failure. or human error SI F3 El W/OC 
the cnvimnmnt from the collection water tank 
due lo overfilling or leak or failure - 

ssc Classification Safety Function 
.. I sc 

Comments 

Technical Safety Requirements (TSRs) 

ssc Classification 
ss I sc 

Mitigative TSR 

Comments Safety Function 

Control Comments Safety Function 

Preventive TSR 
I Control I Safety Function I I Comments 

I(Radiation h iec t ion ind  lndusk~al Hygiene) 

I I I _. _.. None I 
Control Memo: Facility worker exposure controlled by AC 5.24, Safety Management Programs. 
Revision to Original “WHAT IF”: None 
Material At Risk  Collection water tank contents 
Remarks: The controls for this hazardous condition rely on the Radiation Protection and Industrial Hygiene 

Programs providing monitoring to limit facility worker exposure. Verification of this is indicated by 
signature of cognizant management on the EDT under which this Safety Evaluation is issued. 

msu&edm minimize risks to the public, onsite safety management programs as paIl ofthe 
workers, and facility workers during normal, Tank Farm Contractor safety management 
abnormal, and emergency wnditions. The systems per U.S. Depamnent ofEnergy 
listed programs reduce the likelihood and Directive (see Section 5.5.4.24.2 of FSAR). 
polential impacts of events, and are wvered by 
their respective regulatory and wnkactual 
rvstem of basic reouirements. 

c-44 



ID Hazardous Condition Cause Cons 
Cat 

PTWSR-30 Tempcrature monitoring system (thermocouple) Equipment failure. or human error 
wiring in the Annulus damaged as a result of 
crawler movement 

SO 

Freq Env Rep 
Cat Cons Acc 
F2 EO --- 

Preventive TSR 
I I I Safetv Function Comments Control I 

ssc Classification 
y sc 

I _.. I .-. I -. I 

Safety Function Comments 

Control Memo: NA 
Revision to Original “WHAT IF”: None 
Material At Risk None 
Remarks: None 

ssc Classification Safety Function 
S 

Note: FSAR requires no controls for hazardous conditions with tiequency category of FO; safety consequence and environmental 
consequence combinations of SO-EO or SO-El; or consequence and frequency combinations of SO-FI, SO-F2, SO-F3, SI-FI or SI- 
F2. 

Comments 

c-45 



ID Hazardous Condition Cause Cons Freq Env Rep 
Cat Cat Cons Acc -- 

p T w s R - 3 1 P r i M l r y l M k W  pv- SO FO EO 7 
n o d e  impacting primary tank or spray nozzle 
srmmral failuI.2 

surface 

ssc Classification 
ss I sc 

Control Memo: NA 
Revision to Original "WHAT IF": None 
Material At Risk  None unless primary tank is penetrated 
Remarks: None 

Safety Function Comments 

NOW. FSAR requires no wnuols for hslardaus wndilionr w i h  frequency calegor) of FO, safer) wnicqucnce and enrin~nrnenlal 
conrcqucncc wmbinmionsofS0-EOor SO-El.or wnscqucncc and frcqucnc) wmhinmVmsofSO-FI. SO-C2. SO-F3. $I-FI or S I -  
F2. 

ssc Classification 
ss 1 sc 
._. ._. _._ 

C-46 

Safety Function Comments 

_.. _.. I 

Control Safety Function 1 Comments 
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ID Hazardous Condition Cause Cons Freq Env Rep 
Cat Cat Cons Acc 

7 m m i c E r p -  so -EO- F3 
and hazardous material due to loss of above 
ground crawlcrv~~uum and Annulus return 
system confmemcnt 

human error 

ssc Classification Safety Function 
ss I sc 

Note: FSAR requires no controls for hazardous conditions with frequency category of FO; safety consequence and environmental 
consequence combinations of SO-EO or SO-El; or consequence and frequency combinations of SO-FI, SO-F2, SO-F3, SI-FI or SI- 
F2. 

Comments 

Classification Safety Function ssc 
ss I sc 

Comments 

Control Comments Safety Function 

Cone01 Safety Function Comments 
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ID Hazardous Condition Cause Cons Freq Env Rep 
Cat Cat Cons Acc ---- T T i E m T p -  SI FO E l  ._. 

(tank vapor or liquid waste) due to a hole in the human emor 
mk (existing or crawler induced) AND loss of 
above ground crawler vaccyum and Annulus 
r e m  System confinement 

Control Decision Record 

ssc Classification Safety Function 
ss I sc 

Comments 

ssc 

Notc: FSAR requires no controls for hazardous conditions with iiequency category of FO; safely consequence and environmental 
mnsequcncs combinations of SO-EO or SO-El; or consequence and fnquency combinations of SO-FI, SO-F2, SO-F3, SI-PI or SI- 
F2. 

Classification Safety Function Comments 
ss I sc 

C-48 

Control Safety Function Comments 

Control Safety Function Comments 
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Hazardous Condition Cause Cons Freq 
Cat Cat 

ID 

Control Decision Record 

Activity: Hazard Evaluation for Use of Oceaneering" Crawler System in Tank 241-AY-101 Annulus 

Env Rep 
Cons Acc 

W S R - 3 4  Rclcaw of radiodvc md hazardous material C r a ~  Icr system or operations creates S3 FO 
due to flmmablc gas deflagration in the 
Annulus lhc Annulus 

spark wlh flmmablc gas present in 
E3 04X 

NOW FSAR rcquirrr no M ~ U O ~ S  for hazardous conditions uith frequenc) caWgq of FO, ssfcry conrrqurnsc and cnvimnmenlal 
conscqusnce combinations of SO-EO or SO-El. or conscqucncc and frcqurncy combinations of SII-FI, SO-F2. SO-F3. SI-FI or SI- 
F2 

Classification Safety Function ssc 
ss I sc 

(2-49 

Comments 

ssc Comments Classification Safety Function 
ss I sc 

Safety Function Control Comments 

Control Safety Function Comments 
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ssc Classification Safety Function 
ss I sc 

Comments 

ssc 

Note: FSAR requires no controls for hazardous conditions with frequency category ofFO; safety consequence and environmental 
consequence combinations of SO-EO or SO-El; or consequence and frequcncy combinations of SO-FI, SO-F2, SO-F3, SI-F I or SI. 
F2. 

Comments Classification Safety Function 
ss I sc 

C-50 

Control Safety Function Comments 

Control Safety Function Comments 
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ID Hazardous Condition Cause Cons 
Cat 

PTWSR-35 Rcleass of radioactive and hazardous m a t e d  Crawler system or operations creates S3 
duc to flammable gas deflagration in the 
primary tank 

spak in the primary tank via a hole in 
the tank (existing or crawler induced) 
with flammable gas pnSent in the 
primary tank 

Freq Env Rep 
Cat Cons Acc 
FO E3 04X 

ssc Classification Safety Function 
ss I sc 

Comments 

ssc Classification 
ss I sc 

Now. FSAR requires no contmlr fur h-dour conditions uith hcqucncy catego0 o f  FU. ,aiel) conrcqucnce and en, irunmenlal 
conncqucncecombin~ionsofSO-EOorSO-EI,orconrequcnceand hequrnc) cumbinationrofSO-FI.S(I-F2,SO.F3. SI -FI  or S I -  
F2 

Comments Safety Function 

C-5 1 

Control Safety Function Comments 

Control Safety Function Comments 
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Hazardous Condition Cause Cons Freq Env 
Cat Cat Cons 

ID 

YIWSR-36 Tank Annulus pressurized due to loss of Equipment failure, or human e m r  so F3 EO 
Annulus ventilation systcm during crawler 
operation 

Rep 
Acc 
-.. 

ssc Classification Safety Function 
ss I sc 

Note: FSAR requires no conuols for hazardous conditions with frequency category of FO; safety consequencc and environmental 
consequencc combinations of SO-EO or SO-El; or conscqucncc and hrquency combinations of SO-FI. SO-F2, SO-F3. SI-FI or SI- 
Fz. 

Comments 

(2-52 

ssc Classification Safety Function 
ss I sc 

Comments 

Control Safety Function Comments 

Control Safety Function Comments 
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ID Hazardous Condition Cause Cons 
Cat 

PTWSR-37 Crawler failure prevents its return to riser for Equipment failure, human ermr so 
removal 

Control Decision Record 

Freq Env Rep 
Cat Cons Acc 
F3 EO --. 

ssc Classification Safety Function 
ss I sc 

Comments 

ssc Classification Safety Function - sc 
Comments 

Control Memo: NA 
Revision to Original “WHAT IF”: None 
Material At R i sk  None 
Remarks: None 

Control Safety Function 

Now FSAR requires no wnmls for hazardous conditions with frequency catcgory of FO; safely consequence and environmental 
eonsequencc combinations of SO-EO or SO-EL; or consequence and frequency combinations of SO-FI. SO-F2. SO-F3, SI-FI or SI- 
F2. 

Comments 

c-53 

Safety Function Control Comments 



Activity: Hazar 

ID Hazardous Condition Cause Cons Freq 
Cat Cat 

PTWSR40 Rcleasc ofradioactive and hazardous material Inrcnion ofcrawlcr inlo tank Annulus S3 FO 
duc to a flammable gas deflagration in the 
Annulus P””1 

results in a spark with flammable gas 

Evi 

Env Rep 
Cons Acc 
E3 04X 

n 

ssc Classification 
ss I SC 

RPP-8566, REX 0 

Control Decision Record 

r Use of Oceaneeringa Crawler System 

Safety Function Comments 

11- 

ssc Classification 
ss I sc 

Y-101 

Safety Function Comments 

US 

Conaol Safety Function Comments 

Preventive TSR 
I Control I Safety Function I Comments I 

I ... I ._. I None muired I 

Control Memo: No controls required based on low accident frequency. 
Revision to Original “WHAT IF”: Chkged S2 to S3 and E2 to E3 based on FSAR general discussion regarding 

uncertainty of consequence calculations. 
Material At Risk  Tank waste 
Remarks: The frequency of FO is based on the likelihood of an undetected waste mistransfer or primary tank leak 

of >65,000 gal into the Annulus prior to crawler insertion. The existing SB controls also prevent this 
postulated accident. 

Now: FSAR requires no wnmls for harardous conditions with ticqucnc) caugnr) ofFO; safely conscqucncc and cnvimnmmal 
consqucncc combinations of SO-EO or SO-El, or consequence and frequcnc) wmblnations of SO-FI. SO-F2, SO-F3. S I  - 1  I or S I -  
Fl 

(2-54 



Activity: Hazars 

ID Hazardous Condition Cause Cons 
Cat 

Evi 

Freq Env Rep 
Cat Cons Acc 

RPP-8566, REV 0 

Control Decision Record 

iation lor Use of Oceaneering@ Crawler System in Tank 241- Y-101 Annulus 

pTwSR-42- Damage to tank Annulus riwr due to installation Human error or crane equipment so F3 
NEW1 of ‘A* frame riser tether hoisting system (crane failure 

EO --- 

ssc Classification Safety Function 
ss I sc 

Comments 

ssc Classification Safety Function 
SR I sc 

Comments 

Preventive TSR 

Control Safety Function Comments 

Control Memo: NA 
Revision to Original “WHAT IF”: Hazardous condition added as a result of supplemental “WHAT IF” meeting on 

September 25,2001 that evaluated changes in design that had occurred since 
the initial “WHAT IF” meeting. 

Material At Risk NA 
Remarks: None 

Control Safety Function 

Note: FSAR requires no controls for hazardous conditions with frequency category ofFO; safety consequence and environmental 
consequcncc wmblnmions uTSO-EO or SO-El; or consequence and fnqucncy combinations ofSO-FI, SO-F2, SO-F3, SI-FI or SI- 
FZ. 

Comments 

c-55 
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pTwSR-42- Crawler dropped w a nrdt  of hang up on riser 
NEW2 durina removal (usine. “A“ fmnc hoinine. 

Human crmr 

Control Decision Record 

Activity: Hazard Evaluation for Use of Oceaneeringm Crawler System in Tank 241-AY-101 Annulus 

I ID I Hazardous Condition I Cause I Cons I Freq I Env I Rep I 
.._ so F3 EO 

ssc 

I Isclui&cnt) - 1  I I I I I 
. -  

Classification Safety Function Comments 
ss I sc 

ssc 

Preventive TSR 
I Control I Safety Function I Comments I 

Comments Classification Safety Function 
ss I sc 

Control Memo: NA 
Revision to Original “WHAT IF”: Hazardous condition added as a result of supplemental “WHAT IF” meeting on 

September 25,2001 that evaluated changes in design that had occurred since 
the initial “WHAT IF” meeting. 

Material At Risk NA 
Remarks: None 

Control 

Nalc FSAR q u i r e s  no conuols for hazardous conditions with frequent) calegor) ofFO. safely consequence md environmenlal 
C O ~ B C ~ U W C C  combinations of SO-EO or SO-El , or cunrcqucnce md frcqucncy combination? of SO-FI, SU-F2. SO-F3. SI .FI or S I .  
FZ 

Safety Function Comments 

C-56 
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ID Hazardous Condition Cause Cons Freq Env 
Cat Cat Cons 

pTWSR-49- Personnel injury due to contact with high Human error or equipment failure SI F3 EO 
NEW1 pressure gascs 

Control Decision Record 

Rep 
Acc 
OCC 

ssc Classification Safety Function 
ss I sc 

Comments 

ssc Classification Safety Function 
ss I sc 

Control Memo: Facility worker exposure controlled by AC 5.24, Safety Management Programs. 
Revision to Original "WHAT IF": Hazardous condition added as a result of supplemental "WHAT IF" meeting on 

September 25,2001 that evaluated changes in design that had occurred since 
the initial "WHAT IF" meeting. 

Material At Risk NA 
Remarks: The controls for this hazardous condition rely on the Industrial Safety Program providing monitoring to 

limit facility worker exposure. Verification of this is indicated by signature of cognizant management on 
the EDT under which this Safety Evaluation is issued. 

Comments 

c-57 

Control Safety Function 
AC 5.24 Safety Management Programs 
(Industrial Safety) 

The programs listed in AC 5.24 are implicitly 
assumed to minimize risks to the public, onsite 
workers, and facility workers during normal, 
abnormal, and emergency conditions. The 
listed programs reduce the likelihood and 
potential impacts ofevents, and are covered by 
their respective regulatory and contractual 
system of basic requirements. 

Comments 
This AC includes commitments to maintain 
safety management programs as pari ofthe 
T d  Farm Contractor safety management 
systems per US. Department of Energy 
Directive (see Section 5.5.4.24.2 of FSAR). 

Control Safety Function Comments 
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ID Hazardous Condition Cause Cons 
Cat 
SI PTWSR-SO- Pcnonncl injury due to exposure to toxic gasses Human error or equipment failure 

NEW1 (Irwrgm is toxic) 

Control Decision Record 

Freq Env Rep 
Cat Cons Acc 
FO EO ... 

ssc Classification Safety Function 
SS I sc 

Comments 

Note: FSAR quires  no wnVols for hazardous conditions with frequency category of FO; safely consequence and environmental 
consequence wmbinations ofSO-EO or SO-El; or consequence and frequency combinations ofSO-FI, SO-F2. SO-F3, SI-FI or SI- 
F2. 

ssc Classification Safety Function 
ss I sc 

C-58 

Comments 

Control Safety Function Comments 

Control Safety Function Comments 
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ID Hazardous Condition Cause Cons Freq Env 
Cat Cat Cons 

PTWSR-51- lnaefuratc results for leak detection due to Intrinsic condition so FZ EO 
NEW1 rcnctionof~gaswithtnnkwanc 

Control Decision Record 

Rep 
Acc 
--- 

ssc Classification 
ss I sc 

Safety Function Comments 

I ssc Classification 
ss I sc 

Safety Function Comments 

Note: FSAR nquircs no controls for hazardous conditions with fnqucncy category ofFO; safety wnscqucncs and environmental 
conxqucncc wmbinations of SO-EO or SO-El; or wnscquencc and hqucncy combinations of SO-FI, SO-FZ, SO-F3, SI-FI or S I -  
F2. 

Control Safety Function 

e-59 

Comments 

Control Safety Function Comments I 
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ID Hazardous Condition Cause Cons 
Cat 

PTWSR-52- Dispersion of d i o a a i v e  material due lo Human e m r  or line failure (assumed S2 
NEW1 compressed gas lime failun &ve ground lying very small diameter line) 

on mntaminucd soil f a r  PIS) 

Freq Env Rep 
Cat Cons Acc 
F3 E2 XX 

ssc 
~ - 

Classification Safety Function Comments 
ss I sc 
_._ ..- ._. ._. I 

Control Memo: Controls will be based on future O W  direction. Actual letter number to be determined and will be 
entered into the Hazards Database when the O W  transmits the letter authorizing the use of 
compressed air for Oceaneeringm crawler system 

Revision to Original “WHAT IF”: Hazardous condition added as a result of supplemental “WHAT IF” meeting on 
September 25,2001 that evaluated changes in design that bad occurred since 
the initial “WHAT IF” meeting. Changed SI to S2 and E l  to E2 based on 
uncertainty of soil contamination levels as a result of control decision meeting 
discussion. Changed hazardous condition statement to be similar to 
PTWSR-26. 

Material At Risk: Contaminated soil 
Remarks: There is currently no representative accident analysis for releases of airborne radioactive material caused 

by compressed air disturbance. A USQ was declared by the ORP in a letter dated May 14,2001 
(Boston, 2001) with respect to rupture of compressed air systems in contaminated areas. Until the USQ 
is closed authorization of operation of compressed air systems is on a case by case basis by the OW. 
Authorization from the ORP for use of the compressed tracer gas system will need to be obtained. 

ssc Classification 
ss I sc 

C-60 

Safety Function Comments 

Conaol Safety Function Comments 

Control Safety Function Comments 
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APPENDIX D 

TABLE OF CHANGES MADE TO 
THE “WHAT IF” DATA 
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CHANGES TO “WHAT IF” DATA 

Changes to the “What If‘  data developed as a result of meetings subsequent to the initial 
May 29,2001 meeting or during the hazard identificatiodevaluation team meetings are 
summarized in the following table: 

ID 

PTWSR-03 

PTWSR-04-XNEWI 

PTWSR-OCXNEWZ 

PTWSR-05 

PTWSR-10-NEW1 

PTWSR-IO-NEW2 

PTWSR-IO-NEW3 

PTWSR-IO-NEW4 

PTWSR-I1 

0 PTWSR-11-NEW1 

PTWSR-12-NEW1 

PTWSR-14 

PTWSR-I7 

PTWSR-lS-XNEW1 

PTWSR-20 

PTWSR-21-NEW1 

Removed “svace aerosols“ from MAR to more accurately reflect material at risk, 

Hazardous condition added as a result new information regarding presence of 
aluminum components on the crawler. 
Hazardous condition added as a result new information regarding presence of 
aluminum components on the crawler. 

Removed “space aerosols” from MAR to more accurately reflect material at risk. 

Hazardous condition added as a result of supplemental “What If‘  meeting that 
evaluated changes in design that had occurred since the initial “What If‘ meeting. 

Hazardous condition added as a result of supplemental “What If’  meeting that 
evaluated changes in design that had occurred since the initial “What If‘ meeting. 

Hazardous condition added as a result of supplemental “What If‘ meeting that 
evaluated changes in design that had occurred since the initial “What If’  meeting. 

Hazardous condition added as a result of supplemental “What If‘ meeting that 
evaluated changes in design that had occurred since the initial “What If‘ meeting. 

Hazardous condition added as a result of supplemental “What If‘ meeting that 
evaluated changes in design that had occurred since the initial “What If’  meeting. 
Removed “space aerosols“ from MAR to more accurately reflect material at risk. 

Removed “space aerosols” from MAR to more accurately reflect material at risk. 

Hazardous condition added as a result of supplemental “What I f ‘  meeting that 
evaluated changes in design that had occurred since the initial “What If’ meeting. 

Removed “space aerosols“ from MAR to more accurately reflect material at risk. 

Removed “space aerosols” from MAR to more accurately reflect material at risk. 

Hazardous condition added as a result new information regarding presence of 
aluminum comoonents on the crawler. 

Changed Env Cons from El to EO to correctly match facility worker injury 
consequence. 

Hazardous condition added as a result of supplemental “What If‘  meeting that 
evaluated changes in design that had occurred since the initial “What If‘ meeting. 
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PTWSR-21-NEW2 

PTWSR-25 

PTWSR-26 

PTWSR-34 

. PTWSR-34-XNEWI 

PTWSR-35 

PTWSR-40 

PTWSR-42-NEW1 

PTWSR-42-NEWZ 

PTWSR-49-NEWl 

Table D1. Summary of “What If‘ Changes. 
I ID I DescriDtion of Chanee 

Hazardous condition added as a result of supplemental “What If‘ meeting that 
evaluated changes in design that had occurred since the initial “What If‘ meeting. 

Changed Env Cons from El to EO to correctly match facility worker injury 
consequence. 

Changed SI to SZ and El to E2 based on uncertainty of soil contamination levels. 

Changed S2 to S3 and E2 to E3 based on FSAR general discussion regarding 
uncertainty of consequence calculations. 

Hazardous condition added as a result new information regarding presence of 
aluminum components on the crawler. 

Changed S2 to S3 and E2 to E3 based on FSAR general discussion regarding 
uncertainty of consequence calculations. 

Changed SZ to S3 and E2 to E3 based on FSAR general discussion regarding 
uncertainty of consequence calculations. 

Hazardous condition added as a result of supplemental “What If‘ meeting that 
evaluated changes in design that had occurred since the initial “What If‘  meeting. 

Hazardous condition added as a result of supplemental “What If‘  meeting that 
evaluated changes in design that had occurred since the initial “What If‘  meeting. 

Haaxdous condition added as a result of supplemental “What If’ meeting that 
evaluated chances in desien that had occurred since the initial “What If‘  meetine. 

PTWSR-50-NEW1 

PTWSR-5 I-NEW1 

PTWSR-52-NEW1 

Hazardous condition added as a result of supplemental “What If’ meeting that 
evaluated changes in design that had occurred since the initial “What If‘  meeting. 

Hazardous condition added as a result of supplemental “What If‘  meeting that 
evaluated changes in design that had occurred since the initial “What If‘ meeting. 

Changed SI to SZ and El to E2 based on uncertainty of soil contamination levels as a 
result of control decision meeting discussion. Changed hazardous condition statement 
to be similar to PTWSR-26. 
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CHECKLIST FOR HAZARD ANALYSIS TECHNICAL PEER REVIEW 

Document and Section Reviewed: RPP-8566, Revision 0, “Safety Evaluation for the OceaneeringCZ 
Double-Shell Tank Annulus Wall Cleaning System’’ 

Scope of Review: The review is limited to the conduct, content, and technical accuracy of the Safety 
Evaluation as documented in RPP-8566, Revision 0. A part of this review is to assure that the 
identified hazards are consistent with previously identified hazardous conditions as described in 
HNF-SD-WM-TI-764, “Hazard Analysis Database Report.” 

Yes No NA 
1-f [ 3 [ 3 
[.f[ ] [ ] 
y([ ] [ J 

[A [ 3 
[ J [ J 

d] [ ] 

The system being evaluated is completely defined. 
Methods for identification of hazardous conditions are clearly stated. 
The biographical information (education, experience, and technical qualifications) of 
the hazard identification team is included. 
Necessary assumptions are explicitly stated and supported. 

[-f Analytical information is appropriate and has been peer reviewed for correctness and 
accuracy. 
New hazardous conditions (not contained in the Hazard Analysis Database) are 

entified by unique ID numbers. 

dl I I  

I /’ I 1  1 1  

Revised hazardous conditions (currently contained in the Hazard Analysis 
Database) are clearly identified with revisions shown and documented. 
The format, content, and spelling of the information for new or revised hazardous 
conditions are consistent with current database practice. 
New hazardous conditions are consistent with the analyzed accident to which they are 
designated. 
Blank entries in the tables (database record fields) are verified to be intentional. 
Table entries (database record fields) contain data as intended (Le., normally blank 
entries do not contain data). 
The control decision process is clearly stated and in accordance with control the 
control allocation procedure, HNF-IP-0842,2000, Tank Farms Adminisfration, 
“Control Decision Meetings,’’ Volume IV, Section 5.4. 
The Control Decision Meeting Attendance Roster is completed and included. 
Control allocations are documented in the Control Decision Record. 
Information in the hazard tables and Control Decision Record are consistent. 
Control allocations are consistent with the representative accident. 
Control allocations are consistent with the hazardous condition. 
Revised or new controls are clearly identified with reference to where the bases for the 
control may be found. 

Conclusions are consistent with hazard analysis and control decisionlallocation 
results. 
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